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DEMOLITION NOTES: DEMOLITION NOTES: GENERAL NOTES: KEYNOTES:
1.  ITIS THE RESPONSIBILITY OF THE CONTRACTOR TO FIELD VISIT THE PROJECT 11. REMOVE ALL CEILING MOUNTING FURRING STRIPS ON BOTH MAIN AND UPPER 5. WHERE LACK OF INFORMATION, OR ANY DISCREPANCY SHOULD APPEAR IN 02-01 REMOVE EXISTING STOOP, STAIRS AND RAILS
AND VERIFY EXISTING CONDITION/DIMENSIONS AND PROPOSED CONDITIONS. FLOORS, BASEMENT TO REMAIN. THE DRAWINGS OR SPECIFICATIONS, REQUEST WRITTEN INTERPRETATION )
COORDINATE DEMOLITION BETWEEN ALL TRADES. NOTIFY A/E IMMEDIATELY FROM THE ARCHITECT BEFORE PROCEEDING WITH THAT PORTION OF THE 02-05 REMOVE EXISTING CABINETS, UPPERS AND LOWERS AS APPLICABLE
OF ANY CONFLICTS AR DISCREPANCIES. 12.  ALL EXTERIOR DOORS AND WINDOWS ARE TO BE REPAIRED, REFURBISHED. SEE WORK. 02-06 REMOVE EXISTING VENT CONSTRUCTION, THROUGH ROOF
LBP ABATEMENT NOTES, ETC. SHEET IH-1. 02-07 REMOVE EXISTING PLUMBING FIXTURE
2. ITEMS INDICATED TO BE REMOVED AND DISPOSED OF BUT HAVING 6. ALL WORK AS OUTLINED IN THESE DOCUMENTS, SHALL STRICTLY CONFORM 02-08 REMOVE EXISTING SINGLE PLY WALL
STRUCTURE AS WORK PROGRESSES; TRANSPORT SALVAGED ITEMS FROM T GPECIFICATION 088200, T woon WINDOWRESTORATION THE MORE STRINGENT REQUIREMENT SHALL GOVERN AND BEMET. 0239 REMOVE EXISTING DOOR FRAME; INFILL OPENING TO MATCH EXISTING WALL
THE SITE AS THEY ARE REMOVED. ITEMS OF NO SALVAGEABLE VALUE TO 02-41  PROVIDE OPENING IN FLOOR FOR PLUMBING FIXTURES
THE CONTRACTOR SHALL BE DISPOSED OF LAWFULLY. 14. ASBESTOS ABATEMENT TO BE COMPLETED PRIOR TO BEGINNING OF BUILDING 7.  THE CONTRACTOR SHALL PAY FOR ALL FEES, PERMITS, LICENSES, ETC., 02-42 REMOVE EXISTING CEILING FURRING STRIPS
DEMOLITION. SEE ABATEMENT PLANS, IH-1 AND IH-2. NECESSARY FOR PROPER COMPLETION OF THE WORK. 02-44 REMOVE EXISTING PANELING, SOFFITS AND WALL MATERIALS.
3. OWNER SHALL BE RESPONSIBLE FOR MOVING ALL FURNISHINGS AND NON 02-46 REMOVE EXISTING CERAMIC TILE WALLS AND FLOOR.
PERMANENTLY ATTACHED EQUIPMENT PRIOR TO COMMENCEMENT OF 15. DISRUPTED EXISTING CONDITIONS I.E. LANDSCAPING, LIGHTING, IRRIGATION, 8. THE CONTRACTORS SHALL GUARANTEE ALL WORKMANSHIP AND MATERIALS ) )
DEMOLITION AND AFTER CONSTRUCTION IS COMPLETE. PEDESTRIAN AND VEHICLE ACCESS SHOULD BE MINIMAL AND REPLACED AT THE FOR A PERIOD OF ONE (1) YEAR FROM THE DATE OF SUBSTANTIAL COMPLETION OR 02-48 REMOVE ASBESTOS SHINGLE SIDING, FOR ABATEMENT, SEE IH-1.
END OF CONSTRUCTION TO THE SAME CONDITIONS PRIOR TO CONSTRUCTION AS OTHERWISE REQUIRED IN THE SPECIFICATIONS. 02-63 REMOVE EXISTING VINYL WALL COVERING AND METAL TRIM.
4.  PROTECT ALL ITEMS TO REMAIN, OWNERS EQUIPMENT. DISRUPTION. 02-64 REMOVE 12" WIDE X 6" DEEP PORTION OF EXISTING BRICK WALL FOR 2" LODGE RENOVATION
9.  PROVIDE ADEQUATE CONCEALED BLOCKING AND ANCHORING FOR ALL WASTE AND HOT AND COLD WATER LINES FOR NEW SINK, SEE MECHANICAL
5. ANY EXISTING UTILITIES TO BE ABANDONED SHALL BE PROPERLY 16. SEE MECHANICAL, PLUMBING AND ELECTRICAL FOR ADDITIONAL DEMO WORK. CEILING AND WALL MOUNTED EQUIPMENT, HARDWARE AND ACCESSORIES. 02-66 REMOVE EXISTING GYPSUM BOARD.
DISCONNECTED, PLUGGED OR CAPPED, AS REQUIRED BY CODE OR SOUND
CONSTRUCTION PRACTICE. 17. SEE A-100L FOR ADDITIONAL DEMO WORK TO DOORS. 10. WHEN A SYSTEM OR ASSEMBLY IS CALLED OUT FOR, ALL NECESSARY PARTS
AND MATERIALS REQUIRED FOR A COMPLETE INSTALLATION/SYSTEM SHALL <>
0. CONTRACTOR SHALL PROTECT ADJACENT ROOMS FROM DAMAGE DURING 18. SEE A-200L FOR ADDITIONAL DEMO WORK TO ELEVATIONS. BE AND INSTALLED ACCORDING TO THE MANUFACTURERS INSTRUCTIONS.
CONSTRUCTION. RESTORE ALL DAMAGE TO ORIGINAL CONDITION.
11. COORDINATE WITH ALL TRADES THE LOCATIONS OF SLEEVES OR OTHER
7.  PROVIDE INFILL AND PATCHWORK AT ALL DEMOLISHED OR RELOCATED GENERAL NOTES: PRESET ACCESSORIES INVOLVING OTHER TRADES.
ITEMS, INCLUDING MECHANICAL AND ELECTRICAL ITEMS. ALL INFILL AND :
PATCHWORK SHALL MATCH ADJACENT SURFACES; WALLS, CEILINGS, " " 12. ITIS THE INTENT OF THESE CONTRACT DOCUMENTS TO DEFINE A COMPLETE
1.  SHEET SIZE FOR PROPER SCALE IS 30" X 42". CONTRACTOR SHALL NOT
FLOORS, ETC. = DISTURBED/DAMAGED BY DEMOLITION AND NEW SCALE DRAWINGS BUT SHALL REQUEST DESIRED DIMENSIONS FROM THE FINISHED FACILITY. ANY MATERIAL, SYSTEM, EQUIPMENTS OR ASSEMBLY WHICH
CONSTRUCTION. PATCH/PAINT TO CLOSET INTERSECTING WALL/CORNER. ARCHITECT. NORMALLY WOULD BE REQUIRED SHALL BE PROVIDED AS IF SPECIFICALLY NOTED.
8.  ALL DIMENSIONS ARE SHOWN TO FRAME/MASONRY, NOT TO FURRING OR 2. THE CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONARY 13. FURNITURE SHOWN FOR COORDINATION PURPOSES ONLY, NOT IN CONTRACT
FINISHES. MEASURES TO PROTECT THE PUBLIC AND ADJACENT PROPERTIES FROM
DAMAGE THROUGHOUT CONSTRUCTION.
9. CONTRACTOR SHALL PROVIDE OPENINGS IN EXTERIOR WALLS AS REQUIRED FOR
NEW M/E PENETRATIONS. ALL PENETRATIONS SHALL BE WEATHER TIGHT 3.  THESE DRAWINGS ARE DIAGRAMMATIC AND SHALL NOT BE SCALED.
WHEN COMPLETE. ADDITIONAL DATA SHALL BE FROM THE ARCHITECT THROUGH WRITTEN
CLARIFICATION ONLY. VERIFY ALL EXISTING CONDITIONS, ELEVATIONS, AND
10. FOR LEAD BASED PAINT AND ASBESTOS ABATEMENT, SEE ENVIRONMENTAL DIMENSIONS BEFORE PROCEEDING WITH ANY PORTION OF WORK.
DRAWINGS IH-1 AND IH-2, SEE WOOD WINDOW RESTORATION SPECS, 08 52 00 KEY PLAN
AND SPECIFICATION SECTIONS 02 82 11, 02 82 13.31 AND 02 83 33.13 4.  NO CHANGES, MODIFICATIONS OR DEVIATIONS SHALL BE MADE FROM THE SCALE : NTS
DRAWINGS OR SPECIFICATIONS WITHOUT FIRST SECURING WRITTEN
PERMISSION FROM THE ARCHITECT.
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O
- . KEYNOTES:
c 02-19 EXISTING CRAWL SPACE "DOOR" TO REMAIN, REPAIR AND 02-52 EXISTING WINDOW; REPAIR AND REFINISH, SEE DETAILS 3,8 & 08-05 NEW DOOR AT EXISTING FRAME, STRIP AND REFINISH FRAME LODGE RENOVATION
o REPAINT 13 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE LEAD BASED AND TRIM, SEE DOOR SCHEDULE SHEET A-400L FOR
o 02-20 EXISTING CRAWL SPACE VENT TO REMAIN, REPAIR AND PAINT AND ASBESTOS ABATEMENT NOTES SHEET IH-1 AND HARDWARE AND DETAILS 15 & 20, SHEET A-500L.
c REPAINT IH-2, AND WOOD WINDOW RESTORATION SPEC 08 52 00. 09-62 NEW OAK FLOORING (3/4"X2 1/2" VERIFY) OVER EXISTING 3/4"
< 02-21 EXISTING WINDOW, REPAIR AND REFINISH. SEE DETAILS 4, 9, 02-53 EXISTING WINDOW; REPAIR AND REFINISH, SEE DETAILS 2,7 & SUBFLOOR, FINISH/COLOR TO MATCH EX. FLOOR. FINISH Q
(; AND 14 ON SHEET A-500L. SEE LEAD BASED PAINT NOTES ON 12 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE LEAD BASED ELEVATION TO MATCH ADJACENT FLOOR ELEVATION, SEE
o SHEET IH-1 AND WINDOW RESTORATION SPEC 08 52 00. PAINT NOTES ON SHEET IH-1 AND WOOD WINDOW NOTE 9-63
O~
v b 02-22 EXISTING DOORS AT CABINET, STRIP, REFINISH AND REPAINT RESTORATION SPEC 08 52 00. 09-63 EXISTING OAK FLOORING, SAND AND REFINISH, REPLACE
< TO MATCH DOOR AND WINDOW TRIM 02-54 REHANG EXISTING DOOR. STRIP DOOR/TRIM, REFINISH AND DAMAGED BOARDS. NOTE, WHEN EACH FLOOR IS REPAIRED,
- REPAINT PAINT 3. EXISTING HARDWARE TO BE REMOVED AND THE ENTIRE FLOOR IS TO BE SANDED TO A SMOOTH FINISH,
02-23 Eihgg_YESFeMQGAEN%%%CF)FNEEFE%%TE&ERFSSSE ECT:EEP%%LE' REPLACED PER DOOR SCHEDULE, A-400L. SEE DETAILS 4,9 & SEALED AND TWO COATS CLEAR VARNISH FINISH.

- DETAILS 4 & 9 ON SHEET A-500L,SIMILAR. 14 ON SHEET A-500L, SIMILAR. 09-64 NEW CERAMIC TILE FLOORING AT TOILET ROOM, SEE FINISH
O 02-24 EXISTING DOOR, REPAIR AND REPAINT, PROVIDE 1X WD TRIM. 02-55 REMOVE DAMAGED DOOR, REPAIR FRAME (SEE DETAILS SCHEDULE A-400L
v SEE DOOR DETAILS 15 & 20 SHEET A-500L. PROVIDE NEW SIMILAR TO 1,6 & 16 ON SHEET A-500L, AND DOOR SCHEDULE 10-40 NEW FIRE EXTINGUISHER AND CABINET
C 00 A-400L). PAINT TRIM, PAINT 3. PROVIDE NEW DOOR
= HARDWARE PER DOOR SCHEDULE ON A-400L : ’ : : 2201 PROVIDE SUMP PUMP/BASIN IN CONCRETE SLAB, SEE
H 02-25 EXISTING STAIRS: REFINISH (FILL HOLES AND PATCH AS REQ'D) 02-56 EXISTING FRONT DOOR: STRIP, REFINISH AND REPAINT PAINT MECHANICAL P-101L.

STAIR TREADS AND LANDING, REPAINT RISERS. REFINISH &IRN%FC’)'-V@(S:'EPS'C-Q%[')'\I'EGN%//@ HT EF';"DPW%REEAFF}%QTD OOR SCHEDULE 31-01 CONNECT FOUNDATION DRAIN LINE TO STORM WATER LINE,
< (REMOVE PAINT) AND REPAINT @ STAIR RAILINGS AND - SEE CIVIL PLANS
L= . HANDRAILS. REPLACE NORTH WALL FACE STRINGER, MATCH ON SHEET A-400L.
. EXIST. 03-08 NEW CONCRETE STAIRS. FOR LANDING AND RAILS, SEE
© STRUCTURAL.
t 02-26 PATCH WALL AS REQUIRED TO MATCH ADJACENT FINISH
o WHERE BRICK FLUE IS REMOVED. 04-05 INSTALL HOT AND COLD PLUMBING LINE AND 2" WASTE LINE IN @ KEY PLAN
o ) WALL FOR NEW SINK. SOLID GROUT OPENING AND PROVIDE SCALE : NTS
o 02-40 EXISTING CONCRETE FLOORING TO REMAIN CEMENT PLASTER EINISH AT ROOM 109 SIDE.
0O 02-51 EXISTING WINDOW:; REPAIR AND REFINISH, SEE DETAILS 1,6,11
- & 16 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE LEAD BASED 08-04 NEW DOOR AND FRAME, SEE DOOR SCHEDULE SHEET A-400L GENERAL NOTES: ALSO SEE AD-100L

PAINT NOTES ON SHEET IH-1 AND WOOD WINDOW AND DETAILS 18 & 19 SHEET A-500L. 1.  WALL TYPES - SEE A-102L.

RESTORATION SPEC 08 52 00. BID DOCUMENTS
N 2. DOOR AND FINISH SCHEDULES - SEE A-400L.
O
O : : . s :
“— Drawing Title Project Title Project Number

NSULTANTS: oS, | ARCHITECT/ENGINEERS:
c — CONSUL ) XeRED AR C ECT/ENGINEERS: NASHVILLE NATIONAL CEMETERY || 865CM3029 NCA DESIGN
H (O No " AR LODGE BUILDING - OVERALL PLANS ADMIN DEMOLITION AND FACILITY | Building Number AND
PGRADE

- UPG S CONSTRUCTION
© 517 7th street
=0 rapid city sd 57701 Approved: Project Director Location Drawing Number SERVICE
< b 605.342.9470 MADISON, TENNESEE
. f iffjj{%oifgé Date Checked Drawn A-100L
@ ! FRONT ' ' 219012015 Department of
co Revisions: Date PERIeN IRE DJ BW Dwg. 44 of 90 Veterans Affairs
O

@

VA FORM 08—-6231



foot

one

o
O

inches

]

one fduke

inches

half
)

one
6"

one and

S inch = one foot one
7

guarters
O

”

three
S

P
N

o

©) (@

GENERAL NOTES:

1. RECESSED LIGHT FIXTURES MAY NEED TO HAVE LOCATIONS
ADJUSTED IN FIELD TO ACCOMMODATE FRAMING MEMBERS.
2. ALL CEILINGS TO RECEIVE NEW GYPSUM BOARD UNLESS

OTHERWISE NOTED.

CEILING LEGEND:

GYPSUM BOARD/STUCCO

DOWN LIGHT - SEE ELECTRICAL

O DECOR LIGHT - SEE ELECTRICAL

24" SQ. LIGHT - SEE ELECTRICAL

RETURN AIR - SEE MECHANICAL

EXHAUST FAN - SEE MECHANICAL
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KEY NOTES:
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‘ ‘ ‘ ‘ 09-20 NEW 5/8" TYPE 'X' GYPSUM BOARD OVER 2X
FRAMING. PAINT PER SPECIFICATIONS,
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GENERAL NOTES:
1. SHEET SIZE FOR PROPER SCALE IS 30" X 42", HOWEVER

@ @ @ @ @ @ @ @ CONTRACTOR SHALL NOT SCALE DRAWINGS BUT SHALL REQUEST
THE DESIRED DIMENSIONS FROM THE ARCHITECT.
- 2. DIMENSIONS ARE FROM FACE OF STUD AT ONE SIDE OF WALL.
O
- 3.  SEE ROOM FINISH SCHEDULE ON SHEET A-400L
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GENERAL NOTES:

(1) 1

SEE SHEET A-101L FOR LODGE WORK.

IS KEYNOTES:
O
\ 02-12 EXISTING SHINGLE TO BE REMOVED. SEE ASBESTOS
)
c @I'Zg:_‘]gg;BEAR'N—G - - = - = = = = = - @I‘zg: jlg)%.BEAR'NQ - - - - - - > - - - - - - - - ABATEMENT SPEC 02 82 13 31. PROVIDE FIBER CEMENT
"o /fﬁ}\ 02-65 SHINGLES, PAINT 1. SEE SPECS 07 46 60.
"\ ‘ ‘/‘4‘ \‘ ‘\ | | ‘\ \‘\‘ \‘ h . 02-52 02-14 EXISTING ASPHALT SHINGLES TO BE REPLACED
o \ ‘ = 02-15 EXISTING STUCCO: REMOVE TO STUDS/SHEATHING. A
5 : = N PROVIDE NEW STUCCO PER SPECS 09 24 00. FINISH TO BE
) N N A A BB = A ' 02-12 PLASHING AT NEW ROOF. oo es
0 WM | '
£ T T T T T T T LT T D\ 02-17 EXISTING WINDOW; REPAIR AND REFINISH, SEE DETAILS 4, 9
5 02-53 02-15 LI D T T L T T L AT ] AND 14 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE LEAD
o 02-14 | e 10 e = Y L A e < BASED PAINT NOTES ON SHEET IH-1 AND WINDOW
v ———— - R R LT ) RESTORATION SPECIFICATION 08 52 00.
- 02-15
/ [T ] [ LT [ T L T HREN o 02-51 EXISTING WINDOW; REPAIR AND REFINISH, SEE DETAILS
| s : H‘\‘\H\‘\‘\ ‘\‘\‘H H‘\‘\‘ ‘\‘\‘\ \‘H‘\‘\‘ ‘\‘\‘H‘\‘\‘ \‘ ‘\‘\‘H‘\‘\‘ 1,6,11 & 16 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE
0 ] T T 11T “ T T T LEAD BASED PAINT NOTES ON SHEET IH-1 AND WOOD 7
5 02-15 [ L TITT [ ] LT T LT T [ =7 | [ [[[]]] WINDOW RESTORATION SPEC 08 52 00.
< | i === —J | ‘\‘H‘\‘\‘ ‘\‘\‘H‘\‘\‘ ‘M‘\ ‘\‘H‘\‘\‘ ‘\ ‘\‘\‘H‘\‘\‘ ‘\‘\‘H‘\‘\‘ ‘\‘\‘H‘\‘\‘ ‘\‘\‘H‘\‘\‘\ 02-52 EXISTING WINDOW: REPAIR AND REFINISH, SEE DETAILS 3,8
_ 07-09} = & 13 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE LEAD
- et 07-10 81 R Y R L || R O G B n & 13 ON SHEET A-S00L PAINT TRIM, PAINT 3. SEELEAD _
- @FLOOREL/AN-LE\LELZ - - — — — — — > @FLOORPJ;AN-LEVELZ - M L L T T L L LTI T LT T [ T T [ T T[] [ [ T [ T[] - - - - IH-1 AND IH-2, AND WOOD WINDOW RESTORATION SPEC 08
a 113I = 10 3 4" 113' = 10 3 4" ‘ E .
c T 02-17 | | | 52 00
. 02-55 T . 107-10 02-17 ; 02-53 EXISTING WINDOW; REPAIR AND REFINISH, SEE DETAILS 2,7
o© Sl 02-15 & 12 ON SHEET A-500L. PAINT TRIM, PAINT 3. SEE LEAD
5 02-15 T ; R BASED PAINT NOTES ON SHEET IH-1 AND WOOD WINDOW .
v 5 ATl N | 02-17 02-51 RESTORATION SPEC 08 52 00.
- ~ aemlE - ] 02-55 REMOVE DAMAGED DOOR, REPAIR FRAME (SEE DETAILS
.= - - 05-14 ~ . SIMILAR TO 1,6 & 16 ON SHEET A-500L, AND DOOR
N SN | - SCHEDULE A-400L). PAINT TRIM, PAINT 3. PROVIDE NEW
L | \ \ , \ J R ' . T DOOR.
! R ETIUNN S B b [ [T TR : ' - ' 02-56 EXISTING FRONT DOOR: STRIP, REFINISH AND REPAINT
SR PAINT 3. REPLACE GLAZING (1/4" TEMP. CLEAR) AT
AFLOORPLAN-LEVELL et || RN SRR | B A FLOORPLAN-LEVEL1 | 1| i i \(’)VILNgSEVI‘QiFZ%XI'_DE NEW HARDWARE PER DOOR SCHEDULE
E 103' = 6" B AAl 103| _ 6" _ .
= A 02-65 EXISTING VENT: STRIP AND REFINISH, PAINT. PROVIDE NEW ——
) ] 1/4" SCREEN CLOTH BEHIND SLATS, SEE LEAD BASED PAINT
o © 0.0 - So0-0 — ———————— e —— 05-14 RAILING, PAINT 3. SEE A-300L FOR DETAIILS.
e | | 02-17| | | 07-09 COPPER DEFLECTOR STRIPS, 24" LONG
o 8 07-10 REMOVE AND REPLACE COPPER GUTTER AND DOWNSPOUT,
So \A-300L/ TO CONCRETE SPLASH BLOCK.
c SIM. AT
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("3 ("3 GENERAL NOTES:
Nt Nl 1.  SHEET SIZE FOR PROPER SCALE IS 30" X 42", HOWEVER
CONTRACTOR SHALL NOT SCALE DRAWINGS BUT SHALL REQUEST
THE DESIRED DIMENSIONS FROM THE ARCHITECT.
02-33 2. REFERENCE TYPICAL MOUNTING HEIGHTS ELEVATION SHEET A-400L.
- - - - S V - - - - - T1.0. JOISIZ%EAZRI:L\/'? - B - - - - - - - - - . - - - - T.0. JOlSIz%I';Ales’\/lg - 3. DIMENSIONS ARE TO FACE OF STUD AT ONE SIDE OF WALL.
e . ~_ N 4. FOR REINFORCING AT STAIRS, WALKS SEE CIVIL DRAWINGS.
| | KEYNOTES:
(2 02-32 02-28 EXISTING CONCRETE SLABS TO REMAIN AT BASEMENT :
\A-500L/ /2 AREA
02-29 EXISTING WALL: 2X4 OR 2X6 STUDS WITH CEMENT
I/ SR S B S S S SSS F a— PLASTER FINISH EA SIDE, REPAIR AS REQ'D, REPAINT FOR
OPENING FINISH, SEE DETAILS 5 & 10 ON SHEET A-500L.
09-20 _J 02-30 EXISTING 2X FLOOR JOISTS TO REMAIN
i i | 02-31 EXISTING WALL: 2X STUDS WITH 5/8" TYPE 'X' GYPSUM
3 I OFFICE BOARD EACH SIDE, CERAMIC TILE FINISH AT TOILET SIDE,
OFFICE OFFICE P 1 SEE INT. FINISH SCHEDULE ON SHEET A-400L.
206 | % 204 % 204 A-500L 02-32 EXISTING 2X6 CEILING JOISTS TO REMAIN, PROVIDE 12" B
STORAGE ‘ - R=38 BATT INSULATION
207 09:62 205 Y | 07-75 02-33 EXISTING 2X ROOF TIES AND DIAGONAL SUPPORTS TO
' ' - A _ R A e * — R A e 02-34 Eigﬁ:me 2X STUDS AT EXTERIOR WALL: PROVIDE NEW
/ '- 14" - :
L — ‘ > 13- 10 314" 1 13- 1094 SHINGLES OVER VAPOR BARRIER AT EXTERIOR, R=11 BATT
07-75/ | | L S0t L) ASOLL INSULATION. INTERIOR WALL TO BE REPAIRED AND
09-20 02-29 09-20 PAINTED
. - 7 i 02-35 EXISTING FLOOR TILE TO BE REMOVED (ABATEMENT PER
02:36/SIM. . ENVIRONMENTAL REPORT). PROVIDE NEW OAK FLOOR, 3
| OFFICE RECEPTION  ENTRY PORCH STAFF BREAK J OFFICE RECEPTION | 02.36 Ei:zsiﬁ\l\;Ng.TBERng E;(SEZRDR WALL: REPAIR EXTERIOR
105 104 102 109 H _ AND INTERIOR PLASTER WALL AS REQ'D., REPAINT.
: : 'n ® - 02-37 EXISTING 12" FOUNDATION WALL: REPAIR PLASTER FINISH
8;_22 8;_22 09-65] SIM. | 8;_22 | ENTRIOF;ORCH AT EXTERIOR & NTERIOR SURFACES AS REQ'D, REPAINT.
02-57 EXISTING STUD WALL WITH PLASTER FINISH AT EXTERIOR,
. 7 7 — T e I = —— i GYPSUM BOARD WITH 4* BATT INSULATION. SEE DETAILS
CRAWL SPACE CRAWL SPACE L CRAWL SPACE 1,6 & 16 ON SHEET A-500L. |
912 SRADE S ) T02-37 - 02-58 NEW SINGLE PLY ROOFING OVER 1/2" PLYWOOD OVER 2X
q EHE; - - - - - - - T T b= T —  100.0® Em: ME\ | \*\ | \*\ | \* I==EE EEEEE FRAMING. SEE STRUCTURAL
— = BASEMENT — / . e e e 02-59 PROVIDE 22GA. COPPER FLASHING UP UNDER EXISTING
== | || e e e == BASEMENT BASEMENT = (A = ROOF OVERHANG,
:M:* 001 | 5 | | A | - —‘, :J:J:Ji 001 001 M:M:M:M* —H=Hf=H=H=H=t l 07-12 07-05 NEW ASPHALT SHINGLES OVER NEW 30# FELT OVER 1/2"
| =l | Il | ==l = = = =] — === =A== === = PLYWOOD OVER EXISTING 1X ROOF SHEATHING, OVER 2X
|| foz-08re] || | E IEE=S == =]=]]E EHEEE EHEESREEGIEETD FRAMING
== — ] N FLOOTR‘I‘DLAI‘\I‘ ‘%ﬁSEll\(/l)El%T — === = N ] e i\ | [ /I=F-OOR PLAN - 5;2551'\351'74T 07-06 22 GA COPPER FLASHING AT ROOF INTERSECTION,
I mm B = - gt Y e e 1 e e I I S S S O A et vt vt i ey [ 1 I e s [y — = | =] | == et = PAINTED TO MATCH ROOF MAT'L
\ T e e A e A T \j ﬁ ‘ — ‘ = — el 1 E ‘ T M M 07-08 4" PERFORATED FOUNDATION DRAIN LINE IN 12" SQUARE C
—| | === = = T FH = = = = =T Ry ] = H\ \H H\ =SS = | — ]| || S—— === === GRAVEL BED
A ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ L,‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘7 *M*\ ‘ \*M*M*M*M*M*M*M*M*M*M*M*M*M*M*M*M*\ ‘ \*M*M*\ ‘ ‘7‘ ‘ ‘7‘ ‘*‘ ‘ ‘*‘ ‘ \*M*M*M*M*U 07-12 PROVIDE WATERPROOFING TO FOUNDATION WALL FROM
=== E \H:\H I e s e e =] =] \H H\ ] A e e e e e s e e e e e ) e e B e e ) e e ) e e Y e e M e e e e e T R e GRADE TO TOP OF FOOTING, SEE SECTION 07 12 00.
s e s e Y Y ettt s e e e e e e I e N P N e e e e e e e e e e e e e e e e e e e e e O e e e e e e e e 07.75 COPPER GUTTER AND DOWNSPOUT, SEE SPECIFICATION
07-08] 07 62 00.
Section A Section B
1) =&ctio 2 ) =ecton b 09-20 NEW 5/8" TYPE 'X' GYPSUM BOARD OVER 2X FRAMING.
1/4"=1-0 1/4"=1-0 PAINT PER SPECIFICATIONS.
SIM 09-33 PROVIDE CERAMIC TILE OVER PREP MATERIAL OVER
300 o SIM EXISTING SUBFLOOR AND FRAMING -
/1) eﬁ 5 - 6" 7 EQUAL TREADS = 6' - 5" >-0 - 09-62 NEW OAK FLOORING (3/4"X2 1/2" VERIFY) OVER EXISTING
w00 a0 ) EXT. FDN WALL 3/4" SUBFLOOR, FINISH/COLOR TO MATCH EX. FLOOR.
' ' TN FINISH ELEVATION TO MATCH ADJACENT FLOOR
| | o o] \ a (\"\\ ELEVATION, SEE NOTE 9-63
‘ 0. J0IST BEARING \\ SEE YPICAL 09-63 EXISTING OAK FLOORING, SAND AND REFINISH, REPLACE
e i e e e e A e e roen DUMACED BOATES NOTE NS FLooRls
— | / RAILING ELEVATION SMOOTH FINISH, SEALED AND TWO COATS CLEAR
T T[T T T T[T T T T T T T T T 7117 | VARNISH FINISH. |
L | . L 09-65 NEW OAK FLOORING TO MATCH EXISTING (3/4"X2 1/2" .
2 _ 2HSLOPE 7 =Rl = VERIFY) OVER 3/4" PLYWOOD SUBFLOOR OVER SLOPING
- e _ FURRING STRIPS AT 12" O.C. FINISH ELEVATION TO MATCH
. N FEREERE TSR T EEE T TN > LK / N % S ADJACENT RECEPTION AREA 104.
186404 6400010061 6061 060100010001 8601 060188010066 0666 088600660686 - \ N o X
ma5al / / .1 Epoxy coaTED #4 2 #4@ 24" 0O.C. - ey
10920 i | ~ poweLs INTO EXIST u 1y J.—
| | | AL % EXIST. GRADE o S
: 02-29) P - N T
g | ome RN A T i S B
- 8 - e FILL , SEE % o N — |
| 0230 a3 b rooaa St \jljov 5 "flf . SOILS REPORT/ ° 2 CONC. SEE CIVIL
02-34 § 09-62 - ¢ - '+t o T SN — ©l=z _ __ — NS '}j #4 @ 24" O.C. EACH WAY,
- 09-63 _ FLOORPLAN-LEVEL2 o FILL , SEE / o Ce | =R S : =XIST. GRADE o [ I~ TURN INTO FOOTING
| N S N | [ - - 13- 10 34" | SOUSREPORT 5 e CONE. SEE CIVIL BEECIE Baacn i 1'-0" (2) #4 CONT.
N 93 - L #4 @ 24" O.C. EACH WAY, o N
09-20 - 0 - *\ TURN INTO FOOTING (3) #5 CONT.
02-29 09-20 2, STAIR SECTION - FRONT 0" (2) #4 CONT. REAR STAIR SECTION .
| 1/2" = 1-0" 1/2"=1'-0" LODGE RENOVATION
02-36] OFFICE COPY 02-36
0es0 105 107 11/2" 1" X 2" TUBE, PAINT 3 6-0" 6 - 0"
LA ’ 0.C. MAX e
+ a L s sgeeee e - o
Vil L.,
| ] = “ [ L
L § ;  FLOORPLAN-LEVEL1 g % T ol A HANDRAL 0 . b ] b ; o % q | 3001/
gan o U T T T L OT T T T T T T T T T T T g, | 103-6 TUBE, PAINT 3 ' St o | | B
0537 — 1" X 2" TUBE, PAINT 3 , ,
07-12 e 1/2"SQ. TUBE ~— 11/2" SQ. TUBE A | |
=== — - - B - - - - - T T T 5 o 40 PAINT 3 @6-0"0.C,PAINT3 < | |
BASEMENT :H =] & o Y —— 11/2" DIA. HANDRAIL » g |
=] 001 . / 1/2" X 1" PLATE, PAINT 3 w S = 2 gﬂgUTI\LIJTBEED FT>2| |31 T1/32 Af( — — e \ﬁj .
IR e | | =1 — o lor1d S ‘ / CONCRETE RAMP ? o | |+ 1/2"SQ. TUBE, PAINT 3 ] L-_L #4 @ 24" O.C.
— = }F — | — FLOOR PLAN - BASEMENT ™ / il — | Th
i p— H R A = Ay SR SET IN GALV. SLEEVE, BN e ¢ /
- — - 94'-10 1/4 . . .
L e ; T PN || e oReoe He et
i i I 1l | @ ol ] - | o
=T \ \:J NEHETH TN === NN =] = A1 \I ) |~ CONCRETE RAMP ~ 1] Soisnerort /O [T 1] E & 5 KEY PLAN
= | e e e e e e e e e e e e e e 1 === - — — SIS B SCALE : NTS
=== === === === == == =N == == o SO ¢ O ~ “ o
o PAVING, SEE CIVIL (3) #5 CONT. ﬂr—Jr
3 Section C 5" RAILING SECTION 2 TYPICAL RAILING ELEVATION &) RAMP SECTION BID DOCUMENTS
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1 3 4 5 6 7 8 9
GENERAL NOTES:
ROOM FINISH SCHEDULE 1.  SHEET SIZE FOR PROPER SCALE IS 30" X 42", HOWEVER
3-0" CONTRACTOR SHALL NOT SCALE DRAWINGS BUT SHALL REQUEST
FLOOR WALLS CEILING & oo o THE DESIRED DIMENSIONS FROM THE ARCHITECT.
NUMBER NAME FINISH BASE FINISH WEST EAST NORTH SOUTH FINISH COMMENTS
001 BASEMENT UNFINISHED |UNFINISHED |- ] ] ] ] 2. REFERENCE TYPICAL MOUNTING HEIGHTS ELEVATION SHEET A-400L.
002 BASEMENT UNFINISHED |UNFINISHED |- ] ] ] ]
= 102 ENTRY PORCH OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 OVER |BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, s 3. DIMENSIONS ARE TO FACE OF STUD AT ONE SIDE OF WALL.
O STUCCO PAINT TO MATCH WALL _
. 103 OFFICE OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, 3 4 EESCT:?FTCEA%TC')?\]TS”\(')E ?ZOER AND DOOR FRAMES AS NOTED, SEE
- PAINT TO MATCH WALL = '
o 104 RECEPTION OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, 5
PAINT TO MATCH WALL - CEYNOTES:
o 105 OFFICE OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, < Dl oo,
8 A PAINT TO MATCH WALL © 5
= 106 UNISEX TOILET #* TILE 1 TILE 1 TILE 2, TILE 3, TILE 2, TILE 3, TILE 2, TILE3, |TILE 2, TILE 3, PAINT 1 o i 09-23 5/8" TYPE 'X' GYPSUM BOARD. PAINT PER
® PAINT 4 PAINT 4 PAINT 4 PAINT 4 ) SPECIFICATIONS
E 107 COPY OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, S 09-31 TILE, TYPE 2
= PAINT TO MATCH WALL : 09-32 TILE, TYPE 3
v 108 FILING OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, = 09-34 BULLNOSE METAL TRIM, TYP. SEE 11/A4.00
S PAINT TO MATCH WALL — 09-35 COVE TRIM AT BASE, TYP.
| 109 STAFF BREAK OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, 2 09-36 TILE, SEE ELEVATION 1/A-400L.
; PAINT TO MATCH WALL 10-23 18" GRAB BAR
© — 110 HALL OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, WD-1 WD-2 WD-3 10-24 36" GRAB BAR
O PAINT TO MATCH WALL (EXISTING DOOR) (EXISTING DOOR) 10-25 42" GRAB BAR
= 201 CORRIDOR OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, 10.26 MIRROR
= PAINT TO MATCH WALL DOOR ELEVATIONS 10.27 TOILET PAPER DISPENSER
c 202 CONFERENCE/OFFICE |OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, 1/2" = 1'-0" 10'37 SURFACE MOUNTED SOAP DISPENSOR
c PAINT TO MATEH WALL 12-38 FINISHED END PANELS, TYP
o 203 STORAGE OAK PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, o - ) :
5© PAINT TO MATCH WALL VARIES 3°-0 12-41 WOOD CABINET
5 204 OFFICE OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, SEE SCHEDULE 12-42 QUARTZ COUNTERTOP
. 5 PAINT TO MATCH WALL -
5 205 STORAGE OAK PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE,
PAINT TO MATCH WALL
~ 206 OFFICE OAK PAINT 1 PAINT 4 PAINT 4 PAINT 4 PAINT 4 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE,
PAINT TO MATCH WALL
207 STORAGE OAK PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, ] ) )
PAINT TO MATCH WALL ~ ALY TRIM
208 UNISEX TOILET #* TILE 1 TILE 1 TILE 2, TILE 3, TILE 2, TILE 3, TILE2, TILE3, |TILE2 TILE3, |PAINT1 24" X 3 1/2" TRIM in “
= PAINT 4 PAINT 4 PAINT 4 PAINT 4 _ | L 1/2"x1" TRIM
= ] 209 MECH OAK PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 PAINT 1 BASE: 1X6 OAK BASEBOARD W/ 3/4" SHOE, % g
o PAINT TO MATCH WALL o L 1/2" X 1" TRIM 1" SILL
S 1" /
| % 3/4"x3-1/2" TRIM,
O | — | i WIDTH OF FRAME
B ** GYPSUM BOARD AT WALLS AND CEILING TO BE MOISTURE RESISTANT. . | ABOVE
S 3/4" X 5 1/2" BASE =
= —
o DOOR SCHEDULE / -
- ! —
© HARDWARE +
N - MARK WIDTH HEIGHT | PANEL TYPE | FRAME TYPE | GLAZING TYPE GROUP HEAD JAMB SILL COMMENTS WD-001
O
O
; 001A 2' - 11"* 6 -8" WD-3 WD-001 SING./TEMP. #4 4 SIM/A-500L |9 SIM/A-500L |3/A-400T |EXISTING DOOR AND FRAME TO REMAIN DOOR FRAME ELEVATION 13, WINDOW ELEVATION 13, WINDOW FRAME ELEVATION
< 001B 2'- 0" 5 - 0" WD-3 SIM WD-001 - #2 15 SIM/A-500L |20 SIM/A-500L |- EXISTING DOOR AND FRAME TO REMAIN 1/2"=1'-0" 1/2"=1'-0" 1/2"=1'-0"
H N 002 3-0" 6 -8" WD-2 WD-001 ] #2 17 SIM/A-500L |17 SIM/A-500L |- EXISTING DOOR AND FRAME TO REMAIN
103A 2'.g" * 6 -8" N/A N/A SING. CABINET |E.T.R N/A N/A N/A FRAME TO REMAIN, PROVIDE NEW DOOR
o 103B 3-0" 6 -8" WD-3 WD-001 SING./TEMP. 15/A-500L 20/A-500L ; EXISTING DOOR AND FRAME TO REMAIN
= 103C 3-0" 6 -8" WD-1 WD-001 : #1 15/A-500L 20/A-500L : EXISTING FRAME TO REMAIN, PROVIDE NEW DOOR
% 104 3-0" 6 -8" WD-3 WD-001 SING./TEMP. #8 4 SIM/A-500L |9 SIM/A-500L |3/A-400T |EXISTING DOOR AND FRAME TO REMAIN
D
< — 106 3-0" * 6 -8" WD-1 WD-001 ] #3 15/A-500L 20/A-500L ] NEW DOOR AND FRAME
So 107 2. 7" 6 -8" WD-1 WD-001 : #2 15/A-500L 20/A-500L : EXISTING DOOR TO REMAIN, REVERSE SWING
ﬁ 109 3-0" 6 -8" WD-3 WD-001 SING./TEMP. #1 4 SIM/A-500L |9 SIM/A-500L |- EXISTING DOOR AND FRAME TO REMAIN
o 109A 3-0 6 -8" WD-3 WD-001 SING./TEMP. #4 6 SIM/A-500L |6 SIM/A-500L |3/A-400T |FRAME TO REMAIN, PROVIDE NEW DOOR
< 202A 28" 6 -8" WD-1 WD-001 : #1 15/A-500L 20/A-500L ; FRAME TO REMAIN, PROVIDE NEW DOOR
202B 2'.g" * 6 -8" WD-1 WD-001 15/A-500L 20/A-500L FRAME TO REMAIN, PROVIDE NEW DOOR
203 26" * 6 -8" WD-1 WD-001 ] #2 15/A-500L 20/A-500L - FRAME TO REMAIN, PROVIDE NEW DOOR
204 211" 6 -8" WD-1 WD-001 : #1 15/A-500L 20/A-500L ; FRAME TO REMAIN, PROVIDE NEW DOOR
s - 205 2" * 6 - 8" WD-1 WD-001 ] #2 15/A-500L 20/A-500L - PROVIDE NEW DOOR AND FRAME
O 206 2 .g" * 6 -8" WD-1 WD-001 ] #1 15/A-500L 20/A-500L - EXISTING DOOR AND FRAME TO REMAIN
. 207 26" * 6 -8" WD-1 WD-001 ] #2 15/A-500L 20/A-500L ] FRAME TO REMAIN, PROVIDE NEW DOOR
208 2' . g" 6 -8" WD-1 WD-001 ] #3 15/A-500L 20/A-500L - FRAME TO REMAIN, PROVIDE NEW DOOR
! 209 2' . g" 6 -8" WD-1 WD-001 : #2 15/A-500L 20/A-500L : EXISTING DOOR AND FRAME TO REMAIN
< * NOTE: BECAUSE OF HISTORICAL REHABILITATION, EXISTING DOORS NOT MEETING A.D.A. WIDTHS WILL BE EXEMPTED.
-
s
c O ] 2'-06'
O b LZI'6I | 3"0" LZ '6" | 3 'O |
©
: 10-26] 1 1 1 1 1 5
© 09-23 _ 12-38
09'23 _ N Pz N 1~ i o
/ 10-23 // P 09-23 ] \ -] :| / o s L N s N s ; % N 1241 //&
- © 09-34 10-25 ~ - 09-23 R < 10-37 HE NI 1012 | | ] | NN | (= /
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E - \‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘T\‘\:‘\ > 10-24 09-36 , [ ™ E‘/ 10-25 ] ] H ‘ NIC ‘ /
o ] @ﬁ‘1‘1‘1‘1‘1‘1‘1‘1*1*1*1*1‘1‘71‘ 09-3 - - : s e a — i S min = ‘ 12-42 / TOILET ROOM ACCESSORY SCHEDULE
C o . - — — - — k
o A e e e e e 09-31 1 10-27 I U T —= < S| =A== | GB18 18" Grab bar
< <| ' \:\:\:\:\:\:\:\:\:\:\:\:\:%\‘\ Qﬂm@‘/ \\ 09-36 /Q \\ L — i i : : — i i 12-41 GB36 36" G bb
3 ®| T T 09-35 e N ol bt A N || | 2 | | BULLNOSE TOP COVE BASE BULLNOSE CORNER rab bar L ODGE RENGVATION
5 S ———— | SCHLUTER RONDEC-DB, SCHLUTER DILEX-HK, SCHLUTER RONDEC, GB42 42" Grab bar
c L %L WL 3-0 WL 1; - ??L OR EQUAL OR EQUAL OR EQUAL TP1 Toilet paper dispenser - surface mounted - NIC \
2 1'-3" g "I
- ] -
5 1, TYPICAL TILE ELEVATION >, 106 UNISEX TOILET - NORTH 3 106 UNISEX TOILET - SOUTH 4 106 UNISEX TOILET - WEST =, 109 STAFF BREAK - SOUTH @ TILE TRIM PROFILES Q —
o 1/4" = 1'-0" 1/4" = 1'-0" 1/4" = 1'-0" 1/4" = 1'-0" 1/4" = 1'-0" 3"=1-0"
Ej; )
-
- (e - ez
1 n = 3' - 6" / 4 ——
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NEW 1/2" PLYWOOD OVER
EX 3/4" SHEATHING

6" BATT INSULATION, R19,
FACED

NEW SINGLE PLY ROOF OVER PROTECTION MAT

22 GA. FLASHING,
PAINT TO MATCH

WD TRIM ————
|

COPPER GUTTER
WITH SUPPORTS
AT 24" O.C.

5/8" TYPE 'X' GYP BD

EX 1/2" X 1" WD TRIM, STRIP

1X4 FASCIA OVER PAINT & REPAINT PER IH-1

1X8 SUB-FASCIA,
PAINT

1

EX 3/4" X 3 1/2" WD TRIM,
STRIP & REPAINT PER IH-1

1X TRIM BD AT SOFFIT
OVER EXIST. ROOF
FRAMING

EXWINDOW TRIM,
REFINISH PER IH-1

1 WINDOW HEAD - EXISTING

—— EXWINDOW JAMB,

REFINISH PER IH-1

EX WINDOW SASH,
REFINISH PER IH-1

3"=1-0"

EXTERIOR

EX STUCCO FINISH, PATCH,

REPAIR, AND REPAINT x

\ EX PLASTER WALL, REFINISH

& REPAINT

\ NEW BLOWN-IN

INSULATION, R=13

SN

—— EXWINDOW TRIM,

=

REFINISH PER IH-1

—— EX'WINDOW JAMB,
REFINISH PER IH-1

— EX'WINDOW SASH,

6 WINDOW JAMB - EXISTING

REFINISH PER IH-1

3"=1-0"

EXTERIOR

EXWINDOW TRIM,

REFINISH PER IH-1 —— ~

— EX'WINDOW SASH,
REFINISH PER IH-1

—— EX'WINDOW JAMB,
REFINISH PER IH-1

—— EX'WINDOW TRIM,
REFINISH PER IH-1

—— EX'WINDOW JAMB,
REFINISH PER IH-1

—— EX'WINDOW SASH,
REFINISH PER IH-1

11 WINDOW JAMB - EXISTING

3"=1-0"

EX EXTERIOR FINISM
TO BE REPAINTED :

—— EX WINDOW SASH,
¥ REFINISH PER IH-1
— EX WINDOW SILL,
;;; REFINISH PER IH-1
@ i-\ EX WINDOW TRIM,

REFINISH PER IH-1

\ NEW 5/8" TYPE 'X' GYP BD

—— NEW 3 1/2" BATT
INSULATION, R=13

ASPHALT SHINGLES OVER
30# FELT OVER EX
ROOF SHEATHING —————

22 GA. CU. (

FLASHING,
PAINT TO
MATCH
WD TRIM

1" X 4" FASCIA,
PAINT

1" X 8" SUB FASCIA
OVER EX ROOF
FRAMING, PAINT

EX WINDOW TRIM,
REFINISH PER IH-1

5/8" TYPE 'X' GYP BD

3 —— EXPLASTER WALL,
REFINISH & REPAINT

EX WINDOW SASH,
REFINISH PER IH-1

2 WINDOW HEAD - EXISTING

—— EX'WINDOW JAMB,
REFINISH PER IH-1

EX 3/4" ROOF SHEATHING
6" BATT INSULATION, R19, FACED A

\ \ EX STUD WALL FRAMING
=

EX 1/2" X 1" WD TRIM, STRIP
PAINT & REPAINT PER IH-1

— EX3/4"X31/2" WD TRIM,
STRIP & REPAINT PER IH-1

3"=1-0"

EXTERIOR

EX STUCCO FINISH,
REMOVE TO
SHEATHING. PROVIDE
NEW PER SPECS.

EX WINDOW TRIM,
REFINISH PER IH-1 ——

\ NEW 5/8" TYPE 'X'
GYPSUM BOARD
——— NEW 3 1/2" BATT

INSULATION, R=13

S~ EX WINDOW TRIM,

REFINISH PER IH-1

EXWINDOW TRIM,

REFINISH PER IH-1

—— EX'WINDOW JAMB,
REFINISH PER IH-1

7 WINDOW JAMB - EXISTING

EX WINDOW SASH,
REFINISH PER IH-1

3"=1-0"

EXTERIOR

22 GA. COPPER

— EX'WINDOW SASH,

FLASHING, PAINT TO
MATCH ROOF

REFINISH PER IH-1

ASPHALT SHINGLES
OVER30# FELT OVER EX
ROOF SHEATHING ———«

/,

12 WINDOW SILL - EXISTING

—— EX'WINDOW SILL,
REFINISH PER IH-1

EXWINDOW TRIM,

\ REFINISH PER IH-1

— NEW 3 1/2" BATT
INSULATION, R=13

NEW 5/8" TYPE 'X' GYP BD

3"=1-0"

EA. SIDE, TYP.

\ REMOVED)
NEW 1/2" X 1" WD TRIM

EA. SIDE, TYP.

—— NEW 3/4" JAMB STOCK
™ AND STOP

— NEW 1 3/8" DOOR,
SEE SCHEDULE

EX MASONRY WALL (WINDOW

NEW 3/4" X 31/2" WD TRIM

EXTERIOR

FIBER CEMENT

SHINGLES OVER

BLG WRAP OVER

EX' WD SHEATHING T

18 GA. CU. FLASHING,
PAINT TO MATCH

x 5/8" TYPE 'X' GYP BD

—— NEW 3 1/2" BATT
INSULATION, R=13

\ EX 1/2" X 1"WD TRIM

‘—”ifu EA. SIDE, REFINSIH PER IH-1

WD TRIM

EX WINDOW TRIM, /
REFINISH PER IH-1

/

—— EX3/4"X31/2" WD TRIM

= EA. SIDE, REFINISH PER IH-1
—— EXWINDOW JAMB,

EXTERIOR

EX WALL: SCRAPE,
RESAND BRICK/CMU
SURFACE, REPAINT

EX 1/2" X 1" WDW TRIM,

REFINISH PER IH-1
—— EX'WINDOW SASH,

WINDOW HEAD - EXISTING

REFINISH PER IH-1

CAULK AROUND ALL
EXPOSED JOINTS

§, REFINSIH PER IH-1
— EX3/4" X 31/2" WDW TRIM,

Z PN

WINDOW HEAD - EXISTING

. REFINISH PER IH-1

—— EX'WINDOW JAMB,
REFINISH PER IH-1

— EX'WINDOW SASH,

REFINISH PER IH-1

k EX STUD WALL FRAMING
EX PLASTER WALL, REFINISH

& REPAINT

- NEW 1/2" X 1" WD TRIM
\ EA. SIDE, TYP.

— NEW 3/4" X 3 1/2" WD TRIM
EA. SIDE, TYP.

—— EX 3/4" JAMB, REMOVE

HARDWARE & FILL, STRIP
PAINT & REPAINT PER IH-1

a

DOOR HEAD - EXISTING

EX 3/4" JAMB, REMOVE
HARDWARE & FILL, STRIP
PAINT & REPAINT PER IH-1

NEW 3/4" X 31/2" WD TRIM
EA. SIDE, TYP.

NEW 1/2" X 1" WD TRIM
EA. SIDE, TYP.

EX PLASTER WALL, REFINISH
& REPAINT

EX STUD WALL FRAMING

a

DOOR JAMB - EXISTING

wid

EX STUD WALL FRAMING

EX PLASTER WALL EA. SIDE,
REFINISH & REPAINT

EX 1/2" X 1" WD TRIM EA. SIDE,
STRIP PAINT & REPAINT PER
IH-1

EX 3/4" X 3 1/2" WD TRIM EA.
SIDE, STRIP PAINT & REPAINT
PER IH-1

—— EX 3/4" JAMB, REMOVE
HARDWARE & FILL, STRIP
PAINT & REPAINT PER IH-1

— NEW 1 3/8" DOOR,

s

DOOR HEAD - EXISTING

SEE SCHEDULE

3 3 =10 43 =10" ) 3= 120"
EXTERIOR
- EXTERIOR
_ -
FIBER CEMENT
SHINGLES OVER "
EI)_(?S\'I/'\IIISQPSCH)\E/,E'?HING S EX PLASTER WALL, REFINISH EX WALL:
N ,,gi & REPAINT SCRAPE,
NEW BLOWN-IN A
o - BRICK/CMU ~— .
INSULATION, R=13 SURFAGE EX WALL: SCRAPE,
/ RESAND BRICK/CMU
] REPAINT SURFACE, REPAINT
i 3
\
v \T N\
EX WINDOW TRIM, 3 EX WINDOW TRIM,
REFINISH PER I[H-1 e REFINISH PER IH-1
‘ CAULK —— —— EX WINDOW JAMB,
EX WINDOW TRIM, / - —— EX WINDOW JAMB, REFINISH PER IL-1
REFINISH PER IH-1 —— \ REFINISH PER IH-1 \
—— EX WINDOW SASH, —— EX WINDOW SASH,
REFINISH PER IH-1 \/\ REFINISH PER IH-1
g, WINDOW JAMB - EXISTING o, WINDOW JAMB - EXISTING 0
3"=1-0" 3"=1-0" 3"=1-0"
EXTERIOR
-
EXTERIOR N -
- CAULK —— ”
EX WALL:
SCRAPE, gy
EEFCAK'\/‘C?MU —— EX WINDOW SASH,
] REFINISH PER IH-1
~ SURFACE, \
EX WINDOW SASH, REPAINT Y —— EX WINDOW SILL,
% REFINISH PER IH-1 REFINISH PER IH-1
ok —
18 GA. COPPER —— EX WINDOW SILL, i EX WINDOW TRIM,
FLASHING, PAINT TO REFINISH PER IH-1 REFINISH PER [H-1
MATCH SHINGLES
» T EXWINDOW TRIM, EX WALL: -~
FIBER CEMENT REFINISH PER IH-1 SCRAPE, EX WALL: SCRAPE,
SHINGLES OVER - \ RESAND RESAND BRICK/CMU
BLG WRAP OVER NEW 5/8" TYPE 'X' GYP BD BRICK/CMU SURFACE, REPAINT
EX SHEATHING ] SURFACE,
—— NEW 3 1/2" BATT REPAINT
INSULATION, R=13
13, WINDOW SILL - EXISTING 14 WINDOW SILL - EXISTING T
3"=1-0" 3"=1-0" 3"=1-0"

NEW 1 3/8" DOOR,
SEE SCHEDULE ——__|

—— NEW 3/4" JAMB STOCK
AND STOP

NEW 3/4" X 31/2" WD TRIM
EA. SIDE, TYP.

NEW 1/2" X 1" WD TRIM
EA. SIDE, TYP.

NEW 1 3/8" DOOR,
SEE SCHEDULE ——|

—— NEW 2X STUD WALL W/

3 1/2" BATT INSULATION, R=13
5/8" TYPE 'X' GYP BD, EA. SIDE

EA. SIDE, TYP.

% NEW 1/2" X 1" WD TRIM

EA. SIDE, TYP.

—— NEW 3/4" JAMB STOCK

NEW 3/4" X 3 1/2" WD TRIM

I

5

ey

NEW 1 3/8" DOOR,
SEE SCHEDULE

EX 3/4" JAMB, REMOVE
HARDWARE & FILL, STRIP
PAINT & REPAINT PER IH-1

EX 3/4" X 3 1/2" WD TRIM EA.
SIDE, STRIP PAINT & REPAINT
PER IH-1

EX 1/2" X 1" WD TRIM EA. SIDE,

EX PLASTER WALL EA. SIDE,
REFINISH& REPAINT

STRIP PAINT & REPAINT PER IH-1]

5/8" TYPE 'X' GYP BD, EA. SIDE AND STOP EX STUD WALL FRAMING
NEW 2X STUD WALL W/
3 1/2" BATT INSULATION, R=13
WINDOW SILL - EXISTING DOOR HEAD - NEW (JAMB SIM.) DOOR JAMB - NEW DOOR JAMB - NEW DOOR JAMB - EXISTING
03 -1 1 3'=1-0" 18 3 1o 19 3 10 T T
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ASPHALT SHINGLES
OVER 30# FELT OVER
NEW 1/2" SHEATHING

22 GA COPPER

FLASHING

o

ASPHALT SHINGLES
OVER 30# FELT
OVER EX ROOF
SHEATHING

22 GA COPPER
FLASHING

ASPHALT SHINGLES
OVER 30# FELT
OVER NEW 1/2"

SHEATHING i\

22 GA COPPER

GENERAL NOTES:

1.

PROVIDE SHOP DRAWINGS FOR ALL GUTTER AND DOWNSPOUT

MATERIALS, WELDING OF JOINTS, HANGERS.

FOR JOINT SPACINGS, WELDING, HANGERS, JOINTS, SEE
SPECIFICATIONS 07 60 00.
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TERMINATION
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GENERAL NOTES:

1.

10.

11.

12.

13.

14.

15.

SHEET SIZE FOR PROPER SCALE IS 30" X 42", CONTRACTOR SHALL
NOT SCALE DRAWINGS BUT SHALL REQUEST DESIRED DIMENSIONS
FROM THE ARCHITECT. VERIFY ALL EXISTING CONDITIONS,
ELEVATIONS, AND DIMENSIONS BEFORE PROCEEDING WITH ANY
PORTION OF WORK.

DIMENSIONS ARE FROM FACE OF STUD/CENTER OF WINDOW
UNLESS NOTED OTHERWISE.

TOP OF INTERIOR PARTITION WALLS EXTEND TO UNDERSIDE OF
STRUCTURE UNLESS NOTED OTHERWISE.

THE CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONARY
MEASURES TO PROTECT THE PUBLIC AND ADJACENT PROPERTIES
FROM DAMAGE THROUGHOUT CONSTRUCTION.

ANY EXISTING UTILITIES TO BE ABANDONED SHALL BE PROPERLY
DISCONNECTED, PLUGGED OR CAPPED, AS REQUIRED BY CODE OR
SOUND CONSTRUCTION PRACTICE.

NO CHANGES, MODIFICATIONS OR DEVIATIONS SHALL BE MADE
FROM THE DRAWINGS OR SPECIFICATIONS WITHOUT FIRST SECURING
WRITTEN PERMISSION FROM THE ARCHITECT.

WHERE LACK OF INFORMATION, OR ANY DISCREPANCY SHOULD
APPEAR IN THE DRAWINGS OR SPECIFICATIONS, REQUEST
WRITTEN INTERPRETATION FROM THE ARCHITECT BEFORE
PROCEEDING WITH THAT PORTION OF THE WORK.

ALL WORK AS OUTLINED IN THESE DOCUMENTS, SHALL STRICTLY
CONFORM TO ALL APPLICABLE CODES AND ORDINANCES, IN THE
EVENT OF A CONFLICT, THE MORE STRINGENT REQUIREMENT
SHALL GOVERN AND BE MET.

THE CONTRACTOR SHALL PAY FOR ALL FEES, PERMITS, LICENSES,
ETC., NECESSARY FOR PROPER COMPLETION OF THE WORK.

THE CONTRACTORS SHALL GUARANTEE ALL WORKMANSHIP AND
MATERIALS FOR A PERIOD OF ONE (1) YEAR FROM THE DATE OF
SUBSTANTIAL COMPLETION OR AS OTHERWISE REQUIRED IN THE
SPECIFICATIONS.

PROVIDE ADEQUATE CONCEALED BLOCKING AND ANCHORING FOR
ALL CEILING AND WALL MOUNTED EQUIPMENT, HARDWARE AND
ACCESSORIES.

WHEN A SYSTEM OR ASSEMBLY IS CALLED OUT FOR, ALL
NECESSARY PARTS AND MATERIALS REQUIRED FOR A COMPLETE
INSTALLATION/SYSTEM SHALL BE AND INSTALLED ACCORDING TO
THE MANUFACTURERS INSTRUCTIONS.

COORDINATE WITH ALL TRADES THE LOCATIONS OF SLEEVES OR
OTHER PRESET ACCESSORIES INVOLVING OTHER TRADES.

IT IS THE INTENT OF THESE CONTRACT DOCUMENTS TO DEFINE A
COMPLETE FINISHED FACILITY. ANY MATERIAL, SYSTEM,
EQUIPMENTS OR ASSEMBLY WHICH NORMALLY WOULD BE REQUIRED
SHALL BE PROVIDED AS IF SPECIFICALLY NOTED.

DISRUPTED EXISTING CONDITIONS |.E. LANDSCAPING, LIGHTING,
IRRIGATION, PEDESTRIAN AND VEHICLE ACCESS SHOULD BE MINIMAL,
AND REPLACED AT THE END OF CONSTRUCTION TO THE SAME
CONDITIONS PRIOR TO CONSTRUCTION DISRUPTION.

KEYNOTES:

03-02

03-03

03-50
04-01

05-01

05-02

05-02

05-02

05-04

05-12

05-13

06-01

09-01

EXISTING PRECAST CONCRETE ENTABLATURE, ENTIRE
STRUCTURE, TO BE STEAM CLEANED.

EXISTING PRECAST CONCRETE COLUMNS TO BE STEAM CLEANED,
4 PLACES.

PRECAST CONCRETE SPLASH BLOCK

EXISTING LIMESTONE FIELDSTONE WALL: ENTIRE STRUCTURE TO
BE STEAM CLEANED, APPROX. 50% OF ENTIRE STRUCTURE
REQUIRES TUCKPOINTING W/ CONVEX, ROUNDED JOINTS. BROKEN
STONE REPLACEMENT IS REQUIRED, 14 PLACES, MATCH EXISTING
MATERIALS.

REPLACE EXISTING ROOFING WITH NEW COPPER ROOFING,
STANDING SEAM. PROVIDE NEW 5/8" WOOD SHEATHING AND 30#
FELT UNDERLAYMENT, SEE SPECIFICATIONS 07 61 16.

REPLACE EXISTING GUTTER WITH NEW COPPER GUTTER, SEE
2/A-100R FOR SIZES. SEE DETAILS ON SHEET A-400R.

.1 REPLACE EXISTING GUTTER WITH NEW 12" COPPER GUTTER, SEE
DETAIL 1/A-400R.

.2 REPLACE EXISTING GUTTER WITH NEW 8" COPPER GUTTER, SEE
DETAIL 4/A-400R.

EXISTING WROUGHT IRON RAILINGS AND STAIR RAILS TO BE
CLEANED & STRIPPED PER SPEC SECTION 09 90 01 AND PAINTED
PER SPEC SECTION 09 09 03.

NEW COPPER DOWNSPOUT, SEE DETAIL 1/A-400R.

NEW DECORATIVE DOWNSPOUT CAP, SEE PHOTO OF EXISTING
3/A-400R.

DAMAGED WOOD SOFFIT/MOLDING TRIM TO BE REPLACED AND
REFINISHED TO MATCH EXISTING, APPROX. 14 LINEAR FEET, SEE
DEATIL 7/A-100R.

PLASTER CEILING TO BE SANDED AND REPAINTED, MATCH

=

<Y

ROSTRUM
STRUCTURE ——

KEY PLAN
SCALE : NTS

BID DOCUMENTS

CONSULTANTS:

ARCHITECT /ENGINEERS:

Drawing Title

ROSTRUM STRUCTURE - PLANS,

Revisions:

Date

DESIGN

FRONT

I' N C.

517 7th street

rapid city sd 57701

p 605.342.9470
f 605.342.2377

www.4front.biz

ELEVATIONS AND DETAILS

Project Title

NASHVILLE NATIONAL CEMETERY
ADMIN DEMOLITION AND FACILITY

UPGRADES

Project Number
865CM3029
NCA DESIGN
AND

Building Number

Approved: Project Director

Location

MADISON, TENNESSEE

Date

7/20/2015

Checked
DJ

Drawn

BW

Drawing Number

A-100R

Dwg. 52 of 90

CONSTRUCTION
SERVICE

Department of

Veterans Affairs

@

v /A
\

//
\//
VA

FORM 08—-62531

P
N

o

8



one foot

©

inches

one fduke

inches

half
O

one and one

one foot

O

inch

©

one foot one

three quarters inch
O

one foot

inch

one half
O

one foot

4

three eighths inch

one foot

one quarter inch

one foot
16

inch

ARRRARRFAARA 1P

one eighth
4

1 2 3 4 6 / 9
COPPER ROOFING, FLASHING,
DOWNSPOUTS, GUTTERS, ETC. COPPER ROOFING. FLASHING,
FOR THICKNESSES, SEE
SPECIFICATION 07 61 16. COPPER ROOFING, FLASHING, DOWNSPOUTS, GUTTERS, ETC.
DOWNSPOUTS, GUTTERS, ETC. FOR THICKNESSES, SEE
FOR THICKNESSES, SEE SPECIFICATION 07 61 16.
/ BATTEN BEYOND SPECIFICATION 07 61 16.
7 ROOF TURN DOWN _‘  BATTEN BEYOND
1/4" GUTTER SUPPORT @ 24" O.C. ROOF TURN DOWN
ROOF TURN DOWN
/ 1/4" COPPER GUTTER SUPPORT @ 24" O.C.
BOTTOM OF GUTTER BEYOND
1/4" GUTTER SUPPORT @ 24" O.C. 8" VERIEY IN FIELD BOTTOM OF GUTTER BEYOND
1'-0" VERIFY ] 91/2"
O

1

DECORATIVE DOWNSPOUT CAP,
SEE PHOTO OF EXIST

4" X 3" DOWNSPOUT

EXISTING PRECAST CONCRETE
ENTABLATURE BEYOND

/ DOWNSPOUT BRACKET, BOLT TO MASONRY

17

2

1'-0"
DECORATIVE DOWNSPOUT CAP

GUTTER & DOWNSPOUT ELEVATION

4" X 3" DOWNSPOUT

DOWNSPOUT BRACKET, BOLT TO MASONRY

DECORATIVE DOWNSPOUT CAP, MATCH EXISTING SHAPE,
SEE PHOTO OF EXIST

EXISTING PRECAST CONCRETE
ENTABLATURE BEYOND

N

GUTTER DETAIL - WIDE PROFILE

3"=1-0"

A\

GUTTER DETAIL - NARROW PROFILLE

4

3"=1-0"
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GENERAL NOTES:

STUCCO FINISH COAT 1.  SHEET SIZE FOR PROPER SCALE IS 30" X 42", CONTRACTOR SHALL
OVER BROWN COAT NOT SCALE DRAWINGS BUT SHALL REQUEST DESIRED DIMENSIONS
FROM THE ARCHITECT. VERIFY ALL EXISTING CONDITIONS,
8" CMU, INSULATED PORCELAIN TILE ELEVATIONS, AND DIMENSIONS BEFORE PROCEEDING WITH ANY

@ PORCELAIN TILE 5/8" CEMENT BOARD PORTION OF WORK.

8" METAL STUDS @ 16" O.C. 2. DIMENSIONS ARE FROM FACE OF STUD/CENTER OF WINDOW UNLESS
NOTED OTHERWISE.

3347 ' EXT
10'- 0" 10'- 8 3/4" 10'- 0" y : : \ 3. TOP OF INTERIOR PARTITION WALLS EXTEND TO UNDERSIDE OF

* STRUCTURE UNLESS NOTED OTHERWISE.
BUILDING SECTION

AN < / \ > g 2 - DIRECTION OF SIGHT 4. THE CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONARY

DRAWING NUMBER
SHEET NUMBER MEASURES TO PROTECT THE PUBLIC AND ADJACENT PROPERTIES

83007/ 3007 ' @ FROM DAMAGE THROUGHOUT CONSTRUCTION.

NL

CEILING ELEVATION DISCONNECTED, PLUGGED OR CAPPED, AS REQUIRED BY CODE OR

8'-0" «————— HEIGHT AFF. SOUND CONSTRUCTION PRACTICE.
~———— CEILING TAG

07-04 | \
. @ <> INT. 5. ANY EXISTING UTILITIES TO BE ABANDONED SHALL BE PROPERLY

O A |

i b
1203 (O
-

1'-6"

6. NO CHANGES, MODIFICATIONS OR DEVIATIONS SHALL BE MADE
FROM THE DRAWINGS OR SPECIFICATIONS WITHOUT FIRST
SECURING WRITTEN PERMISSION FROM THE ARCHITECT.

1/2"

06-07

STUCCO FINISH COAT OVER

BROWN COAT EMERGENCY EXIT SIGN
PATH OF TRAVEL

8" CMU, INSULATED 8 =~ EXITSIGNTAG 7. WHERE LACK OF INFORMATION, OR ANY DISCREPANCY SHOULD
PORCELAIN TILE = APPEAR IN THE DRAWINGS OR SPECIFICATIONS, REQUEST WRITTEN

2:2'()55 n n
3 5/8" METAL STUDS @ 16" O.C.
%} 5/8" CEMENT BOARD ROOM TAG INTERPRETATION FROM THE ARCHITECT BEFORE PROCEEDING WITH
MENS 1/2" CEMENT BOARD

THAT PORTION OF THE WORK.
12" METAL STUDS @ 16" O.C. Room name="" 300 NUMBER
104 , | PORCELAIN TILE ol = 8.  ALL WORK AS OUTLINED IN THESE DOCUMENTS, SHALL STRICTLY
Tl ‘ CONFORM TO ALL APPLICABLE CODES AND ORDINANCES, IN THE
B) EXT. EVENT OF A CONFLICT, THE MORE STRINGENT REQUIREMENT SHALL
ATTIC ACCESS HATCH GOVERN AND BE MET. ADJUSTED IN FIELD TO ACCOMMODATE
\ \ . L ATCH SYMBOL FRAMING MEMBERS.

UTILITY

NES
\mm &

5-01/2"

5l
6'-10 3/4"

5 -1
10'- 0"

10' - 0"

|
N
1" 3.1/

31"

iy 7@ 11 ° 22-05 | DQT
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L 3-1" , 3-1"
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WOMENS & I > o |
101 @ ~ FAMILY TOILET E%
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THCE
i

THE CONTRACTOR SHALL PAY FOR ALL FEES, PERMITS, LICENSES,

\l
26' - 0"
6 -0"

102 ETC., NECESSARY FOR PROPER COMPLETION OF THE WORK.

© 4 \

1 =1

™ i \ \ ELECTRICAL FIXTURE 10. THE CONTRACTORS SHALL GUARANTEE ALL WORKMANSHIP AND

. . | @ —~————— FIXTURE SYMBOL MATERIALS FOR A PERIOD OF ONE (1) YEAR FROM THE DATE OF
[ INT. 2 SUBSTANTIAL COMPLETION OR AS OTHERWISE REQUIRED IN THE

@ @ SPECIFICATIONS.

Q ELECTRICAL FIXTURE 11. PROVIDE ADEQUATE CONCEALED BLOCKING AND ANCHORING FOR
= FIXTURE SYMBOL ALL CEILING AND WALL MOUNTED EQUIPMENT, HARDWARE AND
ACCESSORIES.

3'-11/8"
FQ LEQ

CDT E?
3 -1 1/8":L
®
=
va
N/

3
6 _ il
j 10-42) [/

: ’ 4 13.01
N~ :2:2'].‘1
7 @ - 22-23 EL
2, 10410 1/2" <
Loi 1'-672-6" | 3-4" D Lo - PORCELAIN TILE MECHANICAL SUPPLY 12.  WHEN A SYSTEM OR ASSEMBLY IS CALLED OUT FOR, ALL
3'- 63/4" 63/4" - SUPPLY SvMBOL NECESSARY PARTS AND MATERIALS REQUIRED FOR A COMPLETE

3" n n/1
e 5/8" TYPE 'X' GYPSUM INSTALLATION/SYSTEM SHALL BE AND INSTALLED ACCORDING TO
BOARD THE MANUFACTURERS INSTRUCTIONS.

o . . o e e
| £1 % Pl 3 5/8" METAL STUDS
07-04 @ 16" O.C. 13.  COORDINATE WITH ALL TRADES THE LOCATIONS OF SLEEVES OR

MECHANICAL RETURN
8" CMU. INSULATED RETURN SYMBOL OTHER PRESET ACCESSORIES INVOLVING OTHER TRADES.

o o o 5/8" CEMENT BOARD
1'-4 8'-8 1-4 -4 8'-8 I ExT \ 14. 1T IS THE INTENT OF THESE CONTRACT DOCUMENTS TO DEFINE A
11' - 3 3/4" 10' - 8 1/2" 11' - 3 3/4" : T COMPLETE FINISHED FACILITY. ANY MATERIAL, SYSTEM, EQUIPMENTS
OR ASSEMBLY WHICH NORMALLY WOULD BE REQUIRED SHALL BE
PROVIDED AS IF SPECIFICALLY NOTED.

10' - 0"
- 0"
-0"
10' - 0"

14"

5!

B;

1-0"

NA
"\

15. DISRUPTED EXISTING CONDITIONS I.E. LANDSCAPING, LIGHTING,
IRRIGATION, PEDESTRIAN AND VEHICLE ACCESS SHOULD BE

6
Zi I
INT CEILING SYMBOL LEGEND MINIMAL, AND REPLACED AT THE END OF CONSTRUCTION TO THE
2 @ ' <3> 1/2" = 1-0" SAME CONDITIONS PRIOR TO CONSTRUCTION DISRUPTION.

NOTE: SEE SHEET A-400T FOR 16. RECESSED LIGHT FIXTURES MAY NEED TO HAVE LOCATIONS
MOUNTING HEIGHTS N ADJUSTED IN FIELD TO ACCOMMODATE FRAMING MEMBERS.

FLOOR PLAN @ WALL TYPES KEYNOTES:

1/4"=1-0" 11/2"=1-0" 05-08  CONTINUOUS COPPER GUTTERS
06-07  FRP PANEL 4'-0" HIGH, 4-0" WIDE FROM NORTH CORNER
@ @ 07-01  FIBER CEMENT SHINGLES, SEE SPECIFICATIONS
@ @ 07-02  CONTINUOUS RIDGE VENT

@ @ 07-03 PREFINISHED STEEL SOFFIT MATERIAL WITH CONTINUOUS
VENTING

N 07-04 4" X 3" COPPER DOWNSPOUT, TIE INTO STORM DRAIN (REF. CIVIL)
3007/ 08-01  EXISTING ATTIC ACCESS PANEL

3007 09-02.1 STUCCO FINISH, TEXTURE AND COLOR TO MATCH LODGE, PAINT

2. SEE WALL TYPES FOR DETAILS
| T TN | 09-02.2 STUCCO FINISH, TEXTURE TO MATCH LODGE, PAINT 7. SEE WALL
m ‘ g JOIST BEARING g muinmm mE R LA TYPES FOR DETAILS
- - @ 110 -1 12 ® B A T e T TP T AT N _ JOIST BEARING o 09-03  FIBER CEMENT SHINGLES AT GABLE END, COLOR TO MATCH

110'- 112 LODGE, PAINT 1. SEE SPECIFICATION 07 46 60.
/ 09-50  GYPSUM BOARD FINISH OVER WOOD FRAMING

B 09-52  CEMENT PLASTER/STUCCO FINISH OVER EXPANDED WIRE MESH
[ ] OVER ROOF TRUSS FRAMING

: _LEVEL1 g 10-42  FIRE EXTINGUISHER AND LOCKABLE CABINET

K 100" - 0" _ _ _ _LEVELL & 12-03  UTILITY SHELF AT 36" AFF
@ 100°-0 13-01  GRAVESITE LOCATOR

—r 22-05  FLOOR DRAIN (REF. MECHANICAL)

— 22-14  CLEAN OUT DRAIN (REF. MECHANICAL)

] NORTH ELEVATION EAST ELEVATION 22-23  DUAL DRINKING FOUNTAIN, SHUT DOWN OVER WINTER MONTHS
o 4R e 5) =] ELE REF. MECHANICAL
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PREMANUFACTURED TRUSS,
SEE STRUCTURE
VENT BAFFLE
V-NOTCH IN BLOCKING @ @
ASPHALT SHINGLES C >
-300T,
30# ROOFING FELT UNDERLAYMENT
© ICE & WATER SHIELD = = T = T B @
5/8" WOOD SHEATHING
A CONTINUOUS 18 GA _
COPPER FLASHING N
© 122-13/ |07-02]
1/4" GUTTER TIES AT 24" O.C.
- CONTINUOUS 22 GA L S L ]
COPPER GUTTER y y
o N
= ASPHALT SHINGLE ROOFING
= 30# ROOFING FELT
- 1X8 TREATED FASCIA OVER T T T i T - @ 5/8" PLYWOOD SHEATHING
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5 N \
1 ROOF DETAIL > ROOFPLAN N T
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® A o
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30# ROOFING FELT BUILDING WRAP
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ROOM FINISH SCHEDULE — \/\ — N
STUCCO FINISH el
LOOR WALLS CEILING ! SRS / TILE, SEE SPECIFICAIONS A
NUMBER NAME FINISH BASE FINISH WEST EAST NORTH SOUTH FINISH HEIGHT REMARKS TILE. SEE SCHEDULE T * v )
y 101 WOMENS TILE 1 TILE 2 TILE 2 TILE 2 TILE 2 TILE 2 PAINT 1 80" ! — ST 5/8" CEMENT BOARD, BOTH SIDES
O AN 7; ol K ,\\4/
S 102 FAMILY TOILET TILE 1 TILE 2 TILE 2 TILE 2 TILE 2 TILE 2 PAINT 1 8'-0 SEALANT AND BACKER ROD, EAPERAS I 2 SEALANT. BOTH SIDES DOOR. GALVANIZED.
. 103 UTILITY CONCRETE RB1 PAINT 1/FRP PAINT 1 PAINT 1 PAINT 1 PAINT 1 8-0" | FRP 48"X48" ON WEST BOTH SIDES ; SEE SCHEDULE ——
v PANEL WALL \ / // < ] I
Ox PNT <@ T E———— ) —~— 4
o 104 MENS TILE 1 TILE 2 TILE 2 TILE 2 TILE 2 TILE 2 PAINT 1 8-0 GALVANIZED HOLLOW METAL S ey - il / HOLLOW METAL FRAME 6" THRESHOLD
0 B N At | I N
0 . RSV RRINAIENSE I | | —— DOOR, SEE SCHEDULE
.g DOOR,SEESCHEDULE\\\\\\=9iqj,1:x;;[qﬂﬁ: CONCRETE SLAB
) DOOR SCHEDULE - e \
E HARDWARE / N ~N.
ie MARK WIDTH HEIGHT | PANEL TYPE FRAME TYPE GROUP HEAD JAMB SILL COMMENTS e 1 ER NIRRT
0 SN | SEETEIEIAE D e
5 101 3-0" 7-0 HM-F HM-003 #5 1/A-400T  |1/A-400T SIM. |3/A-400T GALVANIZED DOOR FRAME N f BRI B D | TN A P
| 102 3-0" 7-0" HM-F HM-003 #6 1/A-400T | 1/A-400T SIM. |3/A-400T GALVANIZED DOOR FRAME 5 7/g" — — -
, 103 3'-0" 7-0" HM-F HM-001 #2 2/A-400T  |2/A400-T SIM. |- GALVANIZED DOOR FRAME
O I n 1
c 104 3-0 7-0 HM-F HM-003 #5 1/A-400T | 2/A400-T SIM. |3/A-400T GALVANIZED DOOR FRAME - DOOR DETAIL - HEAD/JAME SIM. - DOOR DETAIL - HEAD/JAMB SIM. 5, THRESHOLD DETAIL
c 3"=1-0" 3"=1-0" 3"=1-0"
[
© 6'- 0" R.O.
O
- ©
- 3.0 2 3-0 2" 2 3-0 2" N @
c s ] ] ] ] 1 1 7] -400T
c <
S 0937 10-19 110-26/ [10-37 10-26 10-28 10-19 - Ny
: = /@
o \ 4 2'-6 WL o -400[7 W
10-23 v ' Y 10-23] o
B afl ap 6 N — //
a 1 \\ 09'37 -10_25 7 :ﬂ'
10-24 i% ™ N | 09-37 ﬁ =
- I — " ¢ =" p 09-37 rd 3 » : ,/ : : Ry
2 10251 | U | T‘ / RN - < ‘ < < o) =
0 i ii 7 VB ~ N ~ ~~ <
é // B \\\
IN® AN
: 10-27 y
O~ \
- © \\ - 5\1 16
AN q. . ~~
o RM 101 EAST - (RM 104 SIM RM 101 WEST - (RM 104 SIM i m ~ ‘
(4) RMI0LEAST - ( ) (5) M 101 WEST - ( ) 6) RM 101 NORTH - (RM 104 SIM.) RM 101 SOUTH - (RM 104 SIM.) i i D
1/4 - 1 'O 1/4 - 1 'O 1/4" = 1'-0" @ / "o 1 n N
- C 1/4"=1-0 HM-F HM-001 HM-003
O
. NOTE: ALL EXTERIOR DOORS AND FRAMES TO BE GALVANIZED
o
o 10-37| [10-26
o | | ‘ 13-01 110-28  |10-38| DOOR AND FRAME ELEVATIONS 14, WINDOW A
I 957 — 1/2" = 1-0" 1/2" = 1-0"
B ; ]
: / o | o i
o // 10'23 =
v 1| I 09-37 © ~113-01]  109-37 !
Q ] L 10-25 T a - %@% [ 09-37
= 1 10-241| /| [~ =
5 ) S T [ L >
Ez <e; N %i :L % ‘ 09-35
- h ‘ 2
10'27 3' - 6" v 2| _ 4||\
~
= 0 EXTERIOR STUCCO FINISH 1 \ >
9 | g RM 102 - NORTH g\ RM 102 - EAST 19, RM 102 - SOUTH 17, RM 102 - WEST 17, TYPICAL TILE ELEVATION T 5/8" TYPE X' GYP
G 1/4" = 1'-0" 1/4" = 1'-0" 1/4" = 1'-0" 1/4" = 1'-0" 1/4" = 1'-0" 8" CMU LINTEL, SEE STRUCT. ——— ] BD. CEILING
) .
5 SEALANT, EACH SIDE —————— MTL 'J' TRIM
H WD BLOCKING
E 10-26 MIRROR SEE SPECIFICATIONS ———
. % VARIES 2 22-23 DUAL DRINKING FOUNTAIN, SHUT DOWN OVER WINTER MONTHS, REF. MECH. N
2o W A 42" GRAB BAR
o ] B 18" GRAB BAR
c L 7 o HEAD DETAIL, JAMB SIM. MULLION DETAIL
- b oo " MAX 3-6" N - X BC1 BABY CHANGING STATION, SURFACE MOUNTED 13- 1= , J S 15 3'92 1'%"
- : l ™ N C TOILET PAPER DISPENSER
B e - @% § e i D 36" GRAB BAR
° 3 : ™ e ] : %J o % © GB18 18" GRAB BAR
; . o O :FI. K ™ GB36 36" GRAB BAR
c ™ j A - i~ N GB42 42" GRAB BAR
- 1'-6" ] D1 TOWEL DISPENSER, SEMI-RECESSED, NIC
I~ 3 3 0" MAX TP1 TOILET PAPER DISPENSER, SURFACE MOUNTED, NIC RESTROOM
C - .
O
= ADA WATER CLOSET SINK AND MIRROR SOAP DISPENSER l-.
n
= FIXED ALUMINUM WINDOW, — \
5 KEYNOTES: SEE SPECIFICATIONS ——— & x
()
o O 09-31 TILE, TYPE 2 SEALANT & BACKER ROD, \ Tk
v E 09-35 COVE TRIM AT BASE, TYP. EACH SIDE
: i
= 09-37 TILE, SEE ELEVATION 17/A-400T. "X Q" \ =
N A 4" X 9" CONCRETE SILL CAP g
- - BC1 . 4 10-19 TOILET PARTITION, TYP. LS
~ , ] - 10-23 18" GRAB BAR et T
5 T e i = , —Tw N Min] 10-24 36" GRAB BAR Lo T
E — .| U 2 %Qﬁa “ N = = [==1 % 10-25 42" GRAB BAR P N s 0
o < < : N\ i Y e 2 10-26 - MIRROR T / - PORCELAIN TILE
- e} | = O _ )
! \ O ‘ | = 10-27 TOILET PAPER DISPENSER DRIP CEE FINISh SCHEDULE
_— . ™ 10-28 SURFACE MOUNTED WASTE RECEPTICAL AND
= ﬂ PAPER TOWEL DISPENSOR STUCCO FINISH COAT
S+ - 10-37 SURFACE MOUNTED SOAP DISPENSOR OVER BROWN COAT -
5 10-38 DIAPER CHANGING STATION w
T FIRE EXTINGUISHER TOWEL DISPENSER BABY CHANGING STATION ROOM SIGNAGE DRINKING FOUNTAIN 13-01 GRAVESITE LOCATOR 8" CMU, SEE STRUCT. KEY PLAN
° W/ CABINET, SCALE:NTS
o FIRE EXTINGUISHER '
0O ON BRACKET
- =
MOUNTING HEIGHTS WINDOW - SILL
12) e =N I 16)n — i
1/4" = 1-0 3'= 10 BID DOCUMENTS
o
O 5 o - : ;
“— Drawing Title Project Title Project Number
NSULTANTS: SR AR,, | ARCHITECT/ENGINEERS:
= CONSUL ) XeRED AR C ECT/ENGINEERS: TOILET BUILDING - INTERIOR ELEVATIONS, NASHVILLE NATIONAL CEMETERY | 865cM3029 NCA DESIGN
H (O Np "o p R SCHEDULES AND DETAILS ADMIN DEMOLITION AND FACILITY | Building Number AND
PGRADE
< 517 74 stret UPG S CONSTRUCTION
~ siree
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inches
s

one fduke

ncnes

one half

one and

one foot

inch

one

one foot

three quarters inch

E/ﬂﬂ/\
el

eighth

three

one foot

quarter inch

one

one foot

inch

0 > W

one eighth

GENERAL NOTES:
1. SHEET SIZE FOR PROPER SCALE IS 30" X 42", CONTRACTOR SHALL

NOT SCALE DRAWINGS BUT SHALL REQUEST DESIRED DIMENSIONS
@ 3 @ FROM THE ARCHITECT. VERIFY ALL EXISTING CONDITIONS,
A . D STORAGE A101 @ @ ELEVATIONS, AND DIMENSIONS BEFORE PROCEEDING WITH ANY
7-0 13'-0 L 7-0 WALL FEINISH: PORTION OF WORK.

27'- 0" UNPAINTED CMU
FLOOR EINISH: N 2. DIMENSIONS ARE FROM FACE OF STUD/CENTER OF WINDOW

n SEALED CONCRETE W , UNLESS NOTED OTHERWISE.

04-06 E1 W 3. TOP OF INTERIOR PARTITION WALLS EXTEND TO UNDERSIDE OF
. - - _ _ _ o @ . . _ o - - - - @ STRUCTURE UNLESS NOTED OTHERWISE.

| 4" LIMESTONE VENEER 4. THE CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONARY
5 — MEASURES TO PROTECT THE PUBLIC AND ADJACENT PROPERTIES
! STORAGE STORAGE FROM DAMAGE THROUGHOUT CONSTRUCTION.
3 5
. . 5. ANY EXISTING UTILITIES TO BE ABANDONED SHALL BE PROPERLY
> | = > O | EXT. DISCONNECTED, PLUGGED OR CAPPED, AS REQUIRED BY CODE
OR SOUND CONSTRUCTION PRACTICE.

6. NO CHANGES, MODIFICATIONS OR DEVIATIONS SHALL BE MADE
i FROM THE DRAWINGS OR SPECIFICATIONS WITHOUT FIRST
g 2 SECURING WRITTEN PERMISSION FROM THE ARCHITECT.

©
)

7. WHERE LACK OF INFORMATION, OR ANY DISCREPANCY SHOULD
APPEAR IN THE DRAWINGS OR SPECIFICATIONS, REQUEST
WRITTEN INTERPRETATION FROM THE ARCHITECT BEFORE

INT. PROCEEDING WITH THAT PORTION OF THE WORK.

E2

(BELOW)

<E> 8. ALL WORK AS OUTLINED IN THESE DOCUMENTS, SHALL STRICTLY
CONFORM TO ALL APPLICABLE CODES AND ORDINANCES, IN THE
EVENT OF A CONFLICT, THE MORE STRINGENT REQUIREMENT
SHALL GOVERN AND BE MET.

L__1

9. THE CONTRACTOR SHALL PAY FOR ALL FEES, PERMITS, LICENSES,
09-06 ETC., NECESSARY FOR PROPER COMPLETION OF THE WORK.

‘S"I'DL:EMESTONE VENEER, EA. 10. THE CONTRACTORS SHALL GUARANTEE ALL WORKMANSHIP AND
07-11 MATERIALS FOR A PERIOD OF ONE (1) YEAR FROM THE DATE OF

) SUBSTANTIAL COMPLETION OR AS OTHERWISE REQUIRED IN THE
8" CONCRETE, SEE SPECIFICATIONS.

STRUCTURAL

27'- 0"

EXT. 11. PROVIDE ADEQUATE CONCEALED BLOCKING AND ANCHORING FOR
ALL CEILING AND WALL MOUNTED EQUIPMENT, HARDWARE AND
ACCESSORIES.

s e

07-12)—

Tty \ e o 12.  WHEN A SYSTEM OR ASSEMBLY IS CALLED OUT FOR, ALL
e i U NG e e NECESSARY PARTS AND MATERIALS REQUIRED FOR A COMPLETE
Lo e e N T % INSTALLATION/SYSTEM SHALL BE AND INSTALLED ACCORDING TO

THE MANUFACTURERS INSTRUCTIONS.

/3\ T 13. COORDINATE WITH ALL TRADES THE LOCATIONS OF SLEEVES OR
'a-300C) OTHER PRESET ACCESSORIES INVOLVING OTHER TRADES.

14. ITIS THE INTENT OF THESE CONTRACT DOCUMENTS TO DEFINE A
INT. COMPLETE FINISHED FACILITY. ANY MATERIAL, SYSTEM, EQUIPMENTS
OR ASSEMBLY WHICH NORMALLY WOULD BE REQUIRED SHALL BE

- L @ -~ _ NS , ) U _ - @ @ PROVIDED AS IF SPECIFICALLY NOTED.

" 15. DISRUPTED EXISTING CONDITIONS I.E. LANDSCAPING, LIGHTING,
| y e | 07-11 IRRIGATION, PEDESTRIAN AND VEHICLE ACCESS SHOULD BE MINIMAL,

Fr——1

|
i
S

AND REPLACED AT THE END OF CONSTRUCTION TO THE SAME

> CONDITIONS PRIOR TO CONSTRUCTION DISRUPTION.
16. RECESSED LIGHT FIXTURES MAY NEED TO HAVE LOCATIONS
ADJUSTED IN FIELD TO ACCOMMODATE FRAMING MEMBERS.

N N
1 FLOOR PLAN 3 RCP - Level 1 WALL TYPES
1/4" =1'-0" 1/4" =1'-0" 11/2"=1-0"

43009 05-05 03-05 PRECAST CONCRETE COLUMNS, STYLE TO MATCH
05-05 ROSTRUM
- - - N - - - 1 05-06
| 0506 03-11 PRECAST CONCRETE ENTABLATURE, SEE SHEET
| - A-300C.
BO ROOF BEARING / BO ROOF BEARING ~ | %\\
05-15~ | A 112'-9 1/2 ; ; ; y 03-11 7. 015 \ . 04-02 STONE CAP AT COLUMN BASE
] 2 — = = = — ' — — — — 04-03 LIMESTONE VENEER, MATCH ROSTRUM COLOR AND

—

= 05-15 & T.0. MASONRY B T.0. MASONRY B B B TEXTURE

\\'«a N | 110'- 0" ﬁ i = ﬁ  EEETN 03-11 | | I 04-04 BIER, RELOCATED FROM EXISTING(TEMPORARY)
04-06 L1 ‘ 03-05 03.05 M 04-06 COMMITTAL SHELTER
D SR 04-02 D R 04-06 MATCH ROSTRUM LIMESTONE COLOR AND TEXTURE
A || L 4 04-02 L 04-07 SERVICE SEALS OVER LIMESTONE PLAQUE BASE, SEE
‘ ‘ ‘ | ‘ ) 04-03 04-03 : ‘ — | DETAIL 2/A-300C.
. - — = S 6Y/12" gl 12 — - (2) T - D 5 W N B O W - T _ b~ LIl _ - 05-05 COPPER ROOFING, STANDING SEAM, MATCH ROSTRUM
- 05-06 CONTINUOUS COPPER GUTTERS
05-15 COPPER DOWNSPOUT
| 07-11 CONTINUOUS 2" COPPER SCREEN VENT
i 08-06 ATTIC ACCESS PANEL, 22" SQUARE, PAINT TO MATCH
R STUCCO
— -300 . NORTH ELEVATION 4 EAST ELEVATION 09-06 \?VTCL)JC()SSERFAI\I\'\I/:%% OVER EXPANDED WIRE MESH OVER
% | 1/8" = 1-0" 1/8" = 1'-0"
N ~—— COMMITTAL SHELTER
©
0505 l--
| S

6"/ 12" 6"/ 12" 05-06 =
- = || @ @ @ @ @ Y x
/ 05-06 —

AN

— 7 s o o » T T

5 ATO.MASONRY ‘ ‘ B M T.O.MASONRY | ' S S

110°-0° | jto - h:O | 110'- 0" -
/3\ jm i — ) 03-05 B — 00
23000/ +§)C)L OO 04-02 R E ~ zj'zj
(00] o~ -
1 ! ] ] 04-03 \ L ] T T
< FLOOR PLAN B 1l / il — & FLOOR PLAN B ] ’ ] \ I 17 B B
100" - 0" 100 - 0"
- - — — — — — — — _ KEY PLAN
| | 3) @ SCALE : NTS
N
5, ROOF PLAN ® =, SOUTH ELEVATION 5 WEST ELEVATION BID DOCUMENTS
1/4" = 10" 1/8"=1-0" 1/8" = 1'-0"
) ) Drawing Title Project Title Project Number
CONSULTANTS: SERED AR ARCHITECT/ENGINEERS: COMMITTAL SHELTER - PLANS, NASHVILLE NATIONAL CEMETERY | 865CM3029 NCA DESIGN
: o SR ELEVATIONS AND WALL TYPES ADMIN DEMOLITION AND FACILITY | Building Number AND
UPGRADES CONSTRUCTION
517 7th street
rapid city sd 57701 Approved: Project Director Location Drawing Number SERVICE
p 605.342.9470 MADISON, TENNESSEE
f iffjj{%oif IZ IZ Date Checked Drawn A-100C
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4" LIMESTONE VENEER, FOR DOOR SCHEDULE
VAPOR RETARDER, WALL COPPER ROOF AND
o N/ = FLASHING AND ATTACHMENT TO BATTENS (OVER 30# FELT FRAME | HARDWARE
CMU SEE SPEC SECTION 04 43 00 OVER 5/8" PLYWOOD). MARK WIDTH HEIGHT PANEL TYPE TYPE GROUP HEAD JAMB SILL COMMENTS
MATCH ROSTRUM DETAILS,
p—— ] — 8" CMU, SEE STRUCTURAL SEE SHEET A-400R
‘% 101 3-0" 7-0" HM-1 HM-003  [#2 8/A-300C  |8/A-300C SIM.  |9/A-300C GALVANIZED
o = JOINT & SEALANT 1/4" GUTTER SUPPORT AT
O ROOF TRUSSES, 24" O.C.
\ | (3) STAINLESS STEEL STONE :
= / ,(AlleHORS @ 8" O.C. SEE STRUCTURE ; COPPER GUTTER, DOWNSPOUT, 4" STONE VENEER, PROVIDE
o5 BASE OF COLUMN / ETC. MATCH ROSTRUM DETAILS, FLASHING OVER STEEL
| FACE OF STONE SEAT WALL 26" X 26" X 3 1/2'D ‘t SEE SHEET A-400R LINTEL, SEE SPEC SECTION
. L LIMESTONE PLAQUE BASE =1 COPPER FLASHING o . 3_.gn o 04 43 00
© : FACE OF WALL BELOW ©  MOUNTED TO8" CMU / 3-0 WT W T
O NME BO ROOF BEARING % 8" CMU, SEE STRUCTURAL N T 0 m
- 0z 2 e h 112'-9 1/2" \ N PR 5=
0 e N ‘ N L3"X4" STEEL ﬂ . TS
§0) “ N :/\05{4’ ° .- = =
b e C— DOWNSPOUT BRACKET, AN LEDGER ANGLE yvd IR
; T \ S DA SERUICE SeAL A BOLT TO MASONRY _ N ] GALVANIZED HOLLOW fﬁﬁ gr/
5 < & ' i S R —— 2X WD BLOCKING K K METAL FRAME, GROUT e
S S COORDINATE W/ OWNER ~ L ~ SOLID T e
FOR CORRECT ORDER [ . -
| & PLACEMENT N STEEL BEAM, SEE STRUCT. e STONE BEYOND /H
0 | 71 "I L VA 1 /\/
0 L L ~——— PRECAST CONCRETE ENTABLATURE DOOR, SEE SCHEDULE
- . A - 4 ’ H
O — (8) STAINLESS "STEEL STONE STUCCO FINISH e o a5 SEE DETAIL 11/A-300C HM-1 HM-001 7 5/8"
= - ANCHORS @ 8" O.C. OVER EXPANDED TR f
= - \/ WIRE MESH OVER _\I_ o s N 4" X 3" COPPER DOWNSPOUT, NOTE: ALL EXTERIOR DOORS AND FRAMES TO BE GALVANIZED
c© e 2X WOOD FRAMING - TIE INTO STORM DRAIN DOOR AND FRAME ELEVATION HEAD DETAIL, JAMB SIM
: @ SONTINVOUS SRS 1/4" = 1'-0" 8 11/2°=1-0" '
c A 2!! COPPER R 4\\? v : - ' 7 BEAM, SEE STRUCTURE
O o < ’ AN
SCREEN VENT . R
e 1 TYPICAL SEAT WALL 5 SERVICE SEAL WALL o B AU RES e
- N 1/2" = 1-0" 11/2"=1-0" METAL ANGLE BY STONE \ - " STRUCTURE. TYP
© 5 MANUFACTURER, WELD TO R
O STRUCTURE, T\LP' - T  T.0. MASONRY o STONE BEYOND
| C 110' - 0" 1'-8" A
QN PRECAST CONCRETE l i {)i | SLOPE CAP 1/8" DOOR, GALVANIZED, N
| INTERIOR MOULDING — SEE SCHEDULE
! C ) 1-1/2"x12" CONT. PRECAST / y
] ‘ 1/4" CHAMFERED EDGE
B (6 SEE DETAIL 10/A-300C ‘ — TRIM WITH 1/4" SCREWS AT — 8" THRESHOLD
= — g 24" O.C., ATTACHED TO CONT. : e g T e :
-300G ‘ ) R SET IN SEALANT
PRECAST CONCRETE G =) BEAM, COUNTERSUNK AND D R A SR
© ' COLUMN BEYOND | FILLED WITH NON-SHRINK T IR
o | | | 1/2" CHAMFERED EDGE
= - | GROUT, COLOR TO MATCH | | \ CONCRETE STOOP, e —— |
o | | PRECAST | \ DRIP SEE STRUCTURAL EORE | SNSRI %
[ ' /\/ ‘ R /\: ?\/47 - A'\d/;\ - 4
o i EDGE OF STONE BASE )
o .
c R | 5 ROOF DETAIL - STONE CAP DETAIL g SILL DETAIL
25 ~ : BO ROOF BEARING o 11/2"=1-0" 11/2"=10" 11/2"=10"
| 112'-9 1/2"
Cu L}
5 . | THIgAD SLOPE TOP 1/4" TO EXTERIOR
- C |
o STUCCO FINISH OVER : g MTL ANCHOR BY STONE
O EXPANDED WIRE MESH 11 | MANURACTURER i
\ OVER WOOD TRUSSES 3 T ' HEAD ©
% H - —Jr CONC. ENTABLATURE, T
o STUCCO FINISH OVER I 5 | SEE PROFILE "B’ BT T N [ I
I EXPANDED WIRE MESH - ( ‘ = Y f MTL ANCHOR BY STONE 4" T 6 ——4?}
< OVER WOOD FRAMING [ ! 'TO.MA§ONRYCD TN MANUFACTURER s | N
o — 110' - 0" T ] D S = =
E | R 4" 172"1 Q-
5 CONC CROWN MOULDING, | : N ) N
5 SEE MOULDING PROFILE "A" ‘ | oL & o ) 4 ?,, co
E T ' 429 - ' N w
5 | < ©
O -
o L._._ _._L__._._J @ B 6" \
g | ° & ] g o S
O LA Q~
= o MTL ANCHOR BY STONE ©
MANUFACTURER 6" =
4" MTL ANCHOR BY STONE s, 8
BASE MANUFACTURER —\ o] 4
oY D © / "
@) !
f ™~ BASE
5 PROFILE "A" - INTERIOR MOULDING PROFILE "B" - EXTERIOR ENTABLATURE
10 11
! 11/2"=1-0" 11/2"=1-0"
i
. € (5 (2) ) i
— 1 2 3 -
© b W -300C W
O STONE SEAT WALL,
SEE WALL CAP DETAIL (
. \{ — e
o 8" CONC. WALL, SEE STRUCTURAL — e S S 8-300C/
0 6" CONC. SOG, SEE STRUCTURAL e -300C)
5 SR CONC. FND WALL AND FOOTING, ,
. 4" BASE COURSE, SEE STRUCTURAL N SEE STRUCTURAL | |
7 . s GRADE. SEE CIVIL , COMMITTAL SHELTER
- B | BO ROOF BEARING o B B ® ROOF BEARING .
ks o 1 T 1 112'-9 1/2" | 112'-9 1/2" -
2 I B i i __|[FLOORPLAN o ? i ‘, ]
= A R T S S VR o R 2o 100' - 0" B T T T [ T 1 B B B B B B ~ T.0. MASONRY B B 9 N | T.0. MASONRY
R EIE LIPS SEC UG S o [ N — ] 110-0" 1 1T 1 1 1 : 110-0" 4 -
o o RN < \' N d N d-’\ - L, oA . ‘4« "44 ) ., [ " v m
B EaRs e et e aererers, DR R I R R R STUCCO FINISH OVER ' . x
0O I EXPANDED WIRE MESH
E SR I 2 | T T T I T ]
© SN G
c RO ARe [ O R I 1 T [ T T [ T ]
- P — T S | STORAGH [ ! . 43000 " T T edorhael l L T |
] IR REE S eyl I | [ PR ]
R R [T TESEEI] :‘\ - | [ T IAToL] T [ [ ]
O | T T T T Ty ) T T T T T T T ]
5 —
I S N I 1 S - - FLOOR PLAN o N — 3 N I FLOOR PLAN o
= JOY oo oo e ssesese ! e e ] R D R O R T T 100°-0 B R - 5 0:0-0:0:0:0:0-0-020-020( 20020020024 100°-0
— <t C . P
- | ¥ |
IS
S | ’ | KEY PLAN
= | | | SCALE : NTS
O O
-
WALL SECTION BUILDING SECTION BUILDING SECTION
L 3 3/4" = 1'-0" 4 1/4" = 1'—0" 5 1/4" - 1'_0" BlD DOCUM ENTS
O
O 5 o - : ;
. Drawing Title Project Title Project Number
;O ° °
&= CONSULTANTS: XEREDARAT ARCHITEC T/ ENGINEERS: COMMITTAL SHELTER - SECTIONS AND NASHVILLE NATIONAL CEMETERY || 865cM3029
o NCA DESIGN
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PGRADE
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